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Government of India 
Department of Atomic Energy  
NUCLEAR FUEL COMPLEX 

ELECTRICAL PROJECTS  
HYDERABAD – 500 062 

**** 

 
NOTICE INVITING TENDER 
(Tender Notice No. E/537/2017) 

 
 
1. Item rate tenders are invited on behalf of the President of India from 

approved and eligible contractors of DAE and those of appropriate list of 
CPWD, Department of Telecommunications, M.E.S., Railways and A.P. 
State P.W.D., for the work of 
 

“Revamping of Air Washing System at NUOFP(P), NFC” 
 
1.1 The work is estimated to cost Rs. 48 Lakhs. This estimate, 

however, is given merely as a rough guide. 
 
1.2 Tenders will be issued to eligible DAE as well as non DAE 

contractors provided they produce definite proof from the 
appropriate authority, which shall be to the satisfaction of the 
competent authority, of having satisfactorily completed similar 
works of magnitude specified below: - 

 

             Criteria of eligibility for issue of tender documents 
 
1.3 One similar work not less than 80% of Estimated cost  'or' 

Two similar works not less than 60% of Estimated cost  'or' 
Three similar works not less than 40% of Estimated cost  

 
1.4 Should have an average financial turnover of at least 50% of the 
 estimated cost  i.e., Rs. 24 Lakhs during the immediate last 
 three consecutive financial years 
 

 
For the purpose of this clause ‘similar work’ means the works of 
“Design, Fabrication, Supply, installation, testing and 
commissioning of Modular Type Washed Air Supply System and 
related ducting & fittings 

 
2. Agreement shall be drawn with the successful tenderer on prescribed 

Form enclosed.  Tenderer shall quote his rates as per various terms and 
conditions of the said form, which will form part of the agreement. 

3. The time allowed for carrying out the work will be 8 (eight) calendar 
months to be reckoned from the 15th day after the date of written 
orders to commence the work or from the first date of handing over of 
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the site, whichever is later, in accordance with the phasing, if any, 
indicated in the tender documents. 

 
4. Tender documents consisting of plans, specifications, the schedule of 

quantities of the various classes of work to be done and the set of terms 
& conditions of contract to be complied with by the contractor whose 
tender may be accepted and other necessary documents can be 
purchased from the office of the Electrical Projects, 2nd floor, Sarathi 
Bldg., Nuclear Fuel Complex, Hyderabad-62, between hours of 10.00 
A.M. & 04.00 P.M. everyday except on Sundays and Public Holidays or 
holidays declared by NFC.  Applications with all credentials for issuance 
of tender documents will be received and subsequently tender 
documents will be issued from this office, during the hours specified 
above from 24/01/2018 to 10/02/2018, on payment of Rs 1000/-(Rs One 
Thousand only) which is non-refundable by way of Bankers cheque, Pay 
Order, Demand Draft drawn in favour of Pay and Accounts officer, NFC. 

 

5. The tenderer must produce GST registration Certificate, Income-Tax 
clearance certificate in the revised form as modified under Ministry of 
Finance O.M. No.67/30/69/ITAL dated 02-07-1970 as amended from 
time to time which shall be valid before tender papers can be sold to him 
or Audited balance sheet indicating receipts from contracts, profits/loss 
for the past five years. Contractor or firm shall be profit making for last 3 
years to be reckoned up to 31st March 2017. 

 
6. Tenders , which should always be placed in sealed envelope, with the 

name of work and due date written on the envelopes, shall be dropped 
in the tender box kept for the purpose in Ground Floor adjacent to 
Security table in Sarathi Building, Nuclear Fuel Complex, up to 14.00 
hrs on 24/02/2018 and  will be opened by Dy. Chief Engineer (CED,PD 
& EP) or his authorized representative in his office on the same day at 
15.00 hrs.  

 

7. The tenderer shall submit earnest money (EMD) of Rs. 96,000/- 
(Rupees Ninety Six Thousand only in the form of Demand Draft, Pay 
Orders, Banker’s Cheque and Deposit at Call receipt of a Scheduled 
Bank issued in favour of Pay & Accounts Officer, NFC along with the 
tender. 
 

8. Solvency Certificate of at least 40% of estimated cost from Bankers 
or Equivalent in support of financial standing taken after 01.04.2017 
to be submitted along with tender request letter. 
 

9. List of works executed together with the certificates/testimonials from 
clients in support of the works executed of the like nature Design, 
Fabrication, Supply, installation, testing and commissioning of ventilation 
systems consisting of Washed Air Systems,  GI/PVC/FRP ducting, 
centrifugal fans and pumps executed during last 7 years ending 31st 
March 2017. 
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10. The description of the work is as follows: 

“Supply, installation, testing and commissioning of Washed Air 
Supply Systems along with ducting & respective fittings at 
NUOFP(P), NFC". 
 
Tenderers are advised to inspect and examine the site and its 
surroundings and satisfy themselves before submitting their tenders as 
to the nature of the ground and sub-soil (so far as is practicable), the 
form and nature of the site, the means of access to the site.  The 
accommodation they may require and in general shall themselves obtain 
all necessary information as to risks, contingencies and other 
circumstances which may influence or affect their tender.  A tenderer 
shall be deemed to have full knowledge of the site whether he inspects it 
or not and no extra charges consequent on any misunderstanding or 
otherwise shall be allowed.  The tenderer shall be responsible for 
arranging and maintaining at his own cost all materials, tools, water, 
electricity access, facilities for workers and all other services required for 
executing the work unless otherwise specifically provided for in the 
contract documents.  Submission of a tender by a tenderer implies that 
he has read this notice and all other contract documents and has made 
himself aware of the scope and specifications of the work to be done 
and of conditions and rates at which stores, tools and plant, etc. will be 
issued to him by the Government and local conditions and other factors 
having a bearing on the execution of the work. 

 

11. The competent authority on behalf of President of India does not bind 
himself to accept the lowest or any other tender, and reserves to himself 
the authority to reject any or all of the tenders received without the 
assignment of a reason.  All tenders in which any of the prescribed 
conditions are not fulfilled or any condition including that of conditional 
rebate is put forth by the tenderer shall be summarily rejected.  

 

12. Canvassing whether directly or indirectly, in connection with tenders is 
strictly prohibited and the tenders submitted by the contractors who 
resort to canvassing will be liable to rejection. 

 

13. The competent authority on behalf of President of India reserves to 
himself the right of accepting the whole or any part of the tender and the 
tenderer shall be bound to perform the same at the rates quoted. 

 

14. The contractor shall not be permitted to tender for works in NFC 
(responsible for award and execution of contracts) in which his near 
relative is posted as Assistant Accounts Officer or as an officer in any 
capacity between the grades of Chief Engineer and Assistant Engineer 
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(both inclusive).  He shall also intimate the names of persons who are 
working with him in any capacity or are subsequently employed by him 
and who are near relatives to any gazetted officer in NFC or in the DAE.  
Any breach of this condition by the contractor would render him liable to 
be removed from the approved list of contractors of this Department.  

 

15. No Engineer of gazetted rank or other Gazetted officer employed in 
Engineering or Administrative duties in an Engineering Department of 
the Government of India is allowed to work as a contractor for a period 
of two years after his retirement from Government service, without the 
previous permission of the Government of India in writing.  This contract 
is liable to be cancelled if either the contractor or any of his employees is 
found any time to be such a person who had not obtained the 
permission of the Government of India as aforesaid before submission of 
the tender or engagement in the contractors service. 

 

16. The tender for the works shall remain open for acceptance for a period 
of 120 days from the date of opening of tenders. If any tenderer 
withdraws his tender before the said period or makes any modifications 
in the terms and conditions of the tender which are not acceptable to the 
department, then the Government shall, without prejudice to any other 
right or remedy, be at liberty to forfeit 50% of the said earnest money as 
aforesaid. 

 

17. This Notice Inviting Tender shall form a part of the contract document.  
The successful tenderer/contractor, on acceptance of his tender by the 
Accepting Authority, shall, within 15 days from the stipulated date of start 
of the work sign the contract consisting of :- 
 

The notice inviting tender, all the documents including Tender of 
contract, General rules and directions, clauses of contract, proforma of 
schedules, safety code, Model rules, contractors labour regulations, 
proforma of registers, special instructions to tenderers, specifications 
and drawings, if any, forming the tender as issued at the time of 
invitation of tender and acceptance thereof together with any 
correspondence leading thereto. 

 

18. Performance  Guarantee (PG): The bidder whose offer is accepted is required to 
submit Performance  Guarantee within a period of 15 days from the date of 
award of work. Performance bank Guarantee shall be 5% of tendered and 
accepted value. It can also be in the form of Demand Draft/Pay Order/ 
Banker„s cheque/ FDR of a Scheduled Bank issued in favour of Pay & Accounts 
Officer, NFC payable at Hyderabad or Bank Guarantee from any scheduled Bank 
valid up to stipulated date of completion plus 60 days beyond that along with 
an additional claim period of six months accepted by Engineer-in-charge or as 
mentioned in LOA or Order issued by the Department.  
 



7 

 

19. Security Deposit (SD): During execution of work, Security Deposit (SD) will 
be deducted from Running Bills up to 2.5% of tendered and accepted value. 
TheEMD submitted along with the Tender will be returned after receipt of 
performance guarantee. If so desired by the contractor, the total SD amount can 
be deposited in the form of Demand Draft or Pay Order or Banker‟s Cheque or 
Deposit at call Receipt or FDR in favour of Pay & Accounts Officer, NFC payable 
at Hyderabad. 
Performance Guarantee will be refunded to contractor without any interest only 
on successful completion of contract and on production of work completion 
certificate from concerned officer-in-charge. Security deposit will be returned after 
completion of guarantee period of 12 months or after payment of final bill 
whichever is later. 
 

20. Income Tax and GST as applicable will be recovered as TDS from the bills 
payable to the contractor. 
 

21. Bid Validity: The tender for the works shall remain open for acceptance for a 
period as specified in NIT. If any bidder withdraws his tender before the said 
period or makes any modifications in the terms and conditions of the tender which 
are not acceptable to the department, then the Government shall, without 
prejudice to any other right or remedy, be at liberty to forfeit 50% of the said 
earnest money as aforesaid. The bidder shall extend the validity period on written 
request from NFC 
 

22. Other Conditions: 
 

Site Visit: Bidders who are interested to participate in the tender are 
advised to inspect and examine the site before submission of their 
tender. 
 
Bidders who are apparently meeting the eligibility qualification 
criteria as mentioned in this NIT shall only be allowed to visit site. 
 
The bidder shall be responsible for arranging and maintaining at his own 
cost all materials, tools & equipments, water, electricity access, facilities 
for workers and all other services required for executing the work unless 
otherwise specifically provided for in the contract documents. 
Submission of a tender by a tenderer implies that he has read this notice 
and all other contract documents and has made himself aware of the 
scope and specifications of the work to be done and of conditions and 
rates at which stores, tools and plant, etc., will be issued to him by the 
Government and local conditions and other factors having a bearing on 
the execution of the work.  
 
Police Verification for Labourers: Police verification certificate (PVC) 
of all labour engaged at site shall be obtained by the bidder for issuance 
of entry pass at site. All stipulations and instruction given by security 
personnel, CISF from time to time shall be scrupulously be followed for 
entry/ exit of men and materials and as also during execution of work for 
security purpose. The rates quoted shall be inclusive of PVC charges 
and no extra payment will be paid from department in this regard.  
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Medical certificate(MC) for labourers: Medical certificate of fitness for 
all labourers engaged at site shall be obtained by the bidder for issuance 
of entry pass at site. The rates quoted shall be inclusive of MC 
charges and no extra payment will be paid from department in this 
regard.  

 
23. The contractor shall quote his rates considering all required 

material, men, equipment/ plant/ machinery/PPE’s for satisfactory 
completion of item in all respects. The rates quoted shall be 
INCLUSIVE of GST and exclusive of ESI & EPF components. Bills 
will be released on submission of documentary proof  towards 
payment of ESI &  EPF. 

 

 

 

Dy. Chief Engineer (CED,PD,EP)  

For & on behalf of The President of India 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
----------------------------------------------------------------------------------------------------------------
------------ 
NFC IS COMMITTED TO A CORRUPTION FREE WORK ENVIRONMENT. “All 
the purchase and contracts commitments of NFC will be honoured without the citizen 
having to pay any bribe. In case any person demands any bribe, it is the duty of a 
responsible citizen to inform the matter to the vigilance officer, NFC, Hyderabad. 
Telephone numbers are: (O): 040 – 27120218, 27184949 
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ITEM RATE TENDER & CONTRACT FOR WORKS 
 

Name of work: 

 “Supply, installation, testing and commissioning of Washed Air Supply 
Systems along with ducting & respective fittings at NUOFP(P), NFC". 

  
Tender Submission method: 

 
First Cover: 
 
Duly filled in original Tender Document .  
 
 
Second Cover: 
  
Earnest Money Deposit 
 
 
The above envelopes  are to be placed in a single  cover with the name of work and 
due date written on all the envelopes. 
  
 The tender document shall be submitted within the cut off time and date in 
the office of Supt Engineer (VP, AC& R M), Electrical Projects, 2nd Floor, Sarathi 
Building, Nuclear Fuel Complex, Hyderabad-500062, India. 
 
 Issued to : _______________________________________________________ 
                                                        (Contractor) 
 Signature of officer issuing the documents ______________________________ 
 Designation: _____________________________________________________ 
 Date of Issue: ____________________________________________________ 
 
TENDER 
I / We have read and examined the Notice Inviting Tender, Salient Governing Features of 
the Tender /Work including Schedules A, B, C, D, E & F, Drawings and Designs, General 
Rules & Directions, General Clauses of Contract, Special Clauses of Contract & other 
documents and rules referred to in the Conditions and Clauses of Contract  and all other 
contents in the tender documents for the work. 
 
I / We, hereby tender for the execution of the work specified for the President of India 
within the time specified in Schedule “F”, viz., Schedule of Quantities and in accordance 
in all respects with the specifications, designs, drawings and instructions in writing referred 
to in Rule 1 of General Rules & Directions and in Clause - 11 of the General Clauses of 
Contract and with such materials as are provided for, by, and in respects in accordance 
with, such conditions so far as applicable. 
 
A sum of [Rs.96,100/-  (Rupees Ninety Six thousand only] has been deposited in 
cash/receipt treasury challan/deposit at call receipt f scheduled bank/ fixed deposit receipt 
of scheduled bank/ demand draft of scheduled bank as earnest money. If I/we, fail to 
furnish the prescribed performance guarantee within prescribed period, I / we agree that 
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the said President of India or his successors in office shall without prejudice to any other 
right or remedy, be at liberty to forfeit the said earnest money absolutely. Further, if I / we 
fail to commence work as specified, I / we agree that President of India or his successors 
in office shall without prejudice to any other right or remedy available in law, be at liberty 
to forfeit the said earnest money absolutely. I agree to carry out such deviations as may be 
ordered, up to maximum of the percentage mentioned in Schedule “F” and those in excess 
of that limit at the rates to be determined in accordance with the provision contained in 
Clause 12.2 and 12.3 of the tender form. Further, I / We agree that in case of forfeiture of 
earnest money or Performance Guarantee as aforesaid, I / We shall be debarred for 
participation in the re-tendering process of the work. 
 
I / We undertake and confirm that eligible similar work(s) has/ have not been got 
executed through another contractor on back to back basis. Further that, if such a 
violation comes to the notice of Department, then I/we shall be debarred for tendering in 
Nuclear Fuel Complex & its units in future forever. Also, if such a violation comes to 
the notice of Department before date of start of work, the Engineer-in-Charge shall be 
free to forfeit the entire amount of Earnest Money Deposit / Performance Guarantee. 
 
I / We hereby declare that I / We shall treat the tender documents, drawings and other 
records connected with the work as secret / confidential documents and shall not 
communicate information derived there from to any person other than a person to whom 
I / We am / are authorized to communicate the same or use the information in any 
manner prejudicial to the safety of the State. 
 
 
 

Signature of Contractor 
 
 
Postal Address 
 
 
 
 
 
 
Dated______________ 
 
Witness: 
 
Address: 
 
Occupation: 
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A C C E P T A N C E 
 
 

 The above tender (as modified by you as provided in the letters mentioned 
hereunder) is accepted by me for and on behalf of the President of India for a sum of 
Rs.____________________(Rupees _________________________________________ 
_____________________________________________________________________) 
 
The letters referred to below shall form part of this Contract Agreement:- 
 
a) 
 
b) 
 
c) 
 
 

For & on behalf of the President of India  
 
 
 

Signature _________________________ 
 
 

Dated ____________                                                                                  Designation  
_______________________ 
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FORM ‘A’ 
 

DETAILS OF ALL WORKS OF SIMILAR CLASS COMPLETED DURING THE LAST SEVEN YEARS FOR PURCHASE OF 
TENDER DOCUMENTS. 

 

Sl. 
No

. 

Name of 
work 

/Project and 
location 

Owner of 
sponsoring 
organizatio

n 

Cost of 
work in 

Lakhs of 
rupees 

Date of 
commencemen

t as per 
contract 

Stipulated 
date of 

completion 

Actual 
date of 

completio
n 

Litigation 
/arbitration 

cased 
pending /in 

progress 
with details* 

Name and 
address/telephone 

number of officer 
to whom reference 

may be made 

Remarks 

1 2 3 4 5 6 7 8 9 10 

1                   

2                   

3                   

4                   

5                   

6                   

7                   

8                   

9                   

10                   

* indicate gross amount claimed and amount awarded by the Arbitrator 
 

 
Signature of Bidder 
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FORM ‘B’ 
 

PROJECTS UNDER EXECUTION OR AWARDED 
 

Sl. 
No. 

Name of 
work/Project 
and location 

Owner of 
sponsoring 

organization 

Cost of 
work in 

Lakhs of 
rupees 

Date of 
commencement 

as per contract 

Stipulated 
date of 

completion 

Upto date 
percentage 
progress of 

work 

Slow 
progress 

if any 
and 

reason 
thereof 

Name and 
address/telephone 

number of officer 
to whom reference 

may be made 

Remarks 

1 2 3 4 5 6 7 8 9 10 

1                   

2                   

3                   

4                   

5                   

6                   

7                   

8                   

9                   

10                   

 
 

                                                                                                                                                                            Signature of Bidder (s)
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FORM ‘C’ 
 

TURNOVER OF CONTRACTOR /BIDDER FOR LAST FIVE YEARS 
 

 

Sl. 
No  

Financial Year Turnover Profit/loss Remarks 

1 2016-2017       

2 2015-2016       

3 2014-2015       

4 2013-2014       

5 2012-2013       

 
 
 

Signature of Bidder (s) 
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FORM ‘D’ 

 
SOLVENCY CERTIFICATE DETAILS 
 

Sl. 
No  

Type of solvency Name of the Bank  Solvency Amount Issue Date 

1         

2         

3         

4         

5         

 
 
 

Signature of Bidder (s) 

Kindly fill this form and submit for purchase of tender 

documents 

. 
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FORM ‘E’ 
 

DETAILS OF CONSTRUCTION PLANT AND EQUIPMENT LIKELY TO BE USED IN CARRYING OUT THE WORK 
 

 
 
 

                   
   

 
Signature of Bidder (s) 

 

Sl.No. 
Name of 

equipment 
Nos. 

Capacity 
or type 

Age Condition 

Ownership status 

Current 
location 

Remarks Presently 
owned 

Leased 
To be 

purchased 

1 2 3 4 5 6 7 8 9 10 11 

1                     

2                     

3                     

4                     

5                     

6                     

7                     

8                     

9                     

10                     

Kindly fill this form and submit it along with the bid. 
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FORM ‘F’ 
 

DETAILS OF TECHNICAL & ADMINISTRATIVE PERSONNEL TO BE EMPLOYED FOR THE WORK 
 

Sl. 
No. 

Designation 
Total 

number  

Number 
available for this 

work  
Name  Qualifications  

Professional 
experience and 
details of work 

carried out  

How these 
would be 

involved in 
this work  

Remarks 

1                 

2                 

3                 

4                 

5                 

6                 

7                 

8                 

9                 

10                 

 
 
 
 

Signature of Bidder (s) 

Kindly fill this form and submit it along with the bid. 
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FORM ‘G’ 
 

GENERAL DATA (STRUCTURE & ORGANIZATION) 
 

S. No.  Description of the item Details  Remarks 

1 Contractors name with address 
    

 

Contact person name 
    

Phone Nos.  
    

email address 
    

2 

Legal status of the bidder (a)An 
Individual( b)Proprietary firm (c) A firm 
in partnership (d) A limited company or 
Corporation-Attach copy of Legal 
document  

    

3 
Names and Titles of directors & Officers 
with designation to be concerned with 
this work 

    

4 
Designation of Individual authorised to 
act for the organization 

    

5 
Was the bidder ever required to suspend 
construction for a period of more than 6 
months(If so, give the details) 

    

6 Registration of contractors     

 

Organisation 
    

Class     

Financial Limit 
    

Date of Registration 
    

7 

Pan No.     

Address of the issuing authority/to 
whom TDS is to be remitted 

    

8 GST  No. 
    

Kindly fill this form and submit it along with the bid. 
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Address of Commercial tax office to 
whom GST deducted to be remitted 

    

9 

Has the bidder or any constituent 
partner ever abandoned the awarded 
work before its completion(If so, give 
the details) 

    

10 

Has the bidder or any constituent 
partner ever been debarred/ blacklisted 
for tendering in any organization(If so, 
give the details) 

    

11 
Has the bidder or any constituent 
partner ever been convicted by the court 
of law(If so, give the details) 

    

12 
Field of Mechanical Engineering in 
which the bidder has specialization and 
interest 

    

13 
Any other information considered 
necessary but not included above 

    

 
 

Signature of Bidder (s) 
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APPENDIX-I 

COMPLIANCE TO BID REQUIREMENT 
 

 

WORK: “Supply, installation, testing and commissioning of Washed Air 

 Supply Systems along with ducting & respective fittings at NUOFP(P), NFC".  

 TENDER NOTICE NO.: E/537/2017 

  
 
 
 
 
 
We hereby agree to fully comply with, abide by and accept without variation, deviation or 
reservation all technical, commercial and other conditions whatsoever in the BIDDING 
DOCUMENT for the subject work. 
 
 
 
 
 
SIGNATURE OF BIDDER  : _______________________ 
 With date 
 
NAME OF BIDDER : _______________________ 
 
COMPANY SEAL  : _______________________ 
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APPENDIX-II 
 

 
 
 
 
 
 

BRIEF SCOPE OF WORK 
 
 

            The work includes supply, installation, testing & commissioning of Washed Air 

Supply System along with Ducting, Dampers, Canvas Cloth for flexible jointing, Supporting 

Structure and Dismantling and Shifting of Old Air Wash System complete with all 

accessories  in  Nuclear Fuel Complex, Hyderabad. 
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Appendix III & IV deleted 
 

Appendix-V 
 

Location, Access to site & climatic conditions 
 

The site is located at Moula Ali, Andhra Pradesh, about 13 km along motorable road 
form Secunderabad. The nearest railway station is Moula Ali, 5 kms from Secunderabad (15 kms 
from Hyderabad). On the way the Hyderabad-Kazipet broad gauge line of South Central Railway. 
The Hyderabad-Kazipet line runs just south of the area acquired by Department of Atomic 
Energy. 

 
The climate conditions at Moula Ali are similar to those prevailing at Hyderabad and are generally 
as indicated below: 

Max. of mean daily Temperature : 40°C 

Min. of mean daily Temperature : 13°C 

Absolute max. Temperature  : 45°C 

Absolute min. temperature  : 8°C 

Relative Humidity max   : 83% 

Relative Humidity max   : 27% 

Average yearly precipitation  : 750 mm 

Maximum daily precipitation  : 150mm 

Maximum Hourly precipitation         : Not available 

Maximum wind velocity  : 84km/hr 

Wind direction    : May to September mainly from W&NW 
       Rest of the year mainly from NE, E and SE 
 
 
The site is well connected to Hyderabad-Secunderabad by road. The Hyderabad-Kazipet broad 
gauge line passes just south of the site and a private siding has also been taken to NFC. 
Hyderabad has a commercial airport at Shamshabad (25 km from Hyderabad) and direct flights 
are available from all major cities. Both Chennai and Mumbai serve as seaports for Hyderabad. 

 
Post, telephone and fax facilities are available. Site office address is: 
  

   Office of the Dy. Chief Engineer 
 Electrical Projects (Ventilation) 
 Nuclear Fuel Complex 
 Department of Atomic Energy 
 ECIL post, Hyderbad-500062 
 Telephone: 040-27184083, 4025 
 Fax      : 040 -27122532 
 
 



23 

 

 
 
 

APPENDIX-VI 
 

FORM OF BANKERS CERTIFICATE FROM A SCHEDULED BANK 

(Solvency certificate) 

 

 

 

This is to certify that to the best of our knowledge and information that M/s. /Shri. 

……………………………………………………………………….. having marginally 

noted address, a customer of our bank are/is respectable and can be treated as good for 

any engagement upto a limit of Rs. ……………….. (Rupees  

……………………………...………. 

………………………………………………………only.) 

 

This certificate is issued without any guarantee or responsibility on the bank or any of the 

officers. 

 

 
 

(Signature of Contractor) 
 
 
 
 
 
 

For the Bankers   
 
 

Note: (1) Bankers certificates should be on letterhead of the Bank, sealed in cover 
addressed to tendering authority.  

 
 (2) In case of partnership firm, certificate should include names of the partners as 

recorded with the Bank.  
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PROFORMA OF SCHEDULES 
 
 
SCHEDULE ‘A’ 

   Schedule of materials to be issued to the contractor 
  

Sl.No. Description of item Quantity 

Rates in figures & words 
at which the material 
will be charged to the 
contractor 

Place of issue 

1 2 3 4 5 

1 Water for construction NA   

2 
Electricity for construction 

purpose 
As required Free 

One point near 
the work place 

 
 

SCHEDULE ‘B’ 
  Schedule of quantities Uploaded/attached  separately 

 
 
SCHEDULE ‘C’ : Not Applicable 

  
Tools and plants to be hired by the  contractor 

Sl.No. Description Hire charges per day Place of issue 

1 2 3 4 

 
 
 
SCHEDULE ‘D’ : Not Applicable 
 
Extra schedule for specific requirements / document for the work, if any 
 
 
 
SCHEDULE ‘E’ 
 
Reference to "Conditions & Clauses of Contract" to be followed for this work 

Name of work "Supply, Installation, Testing and Commissioning of Washed Air Supply 

System along with ducting & respective fittings at NUOFP(P),  NFC, Hyderabad.” 

 

 ( Tender Notice No. E/537/2017 ) 
 
 

(i) Estimated cost of work  Rs.48,00,000/-  

(ii) Earnest money  Rs. 96,000/- 

(iii) Performance Guarantee  5% of tendered value 

(iv) Security Deposit  2.5% of tendered value 
 
 

SCHEDULE ‘F’ 

GENERAL RULES & DIRECTIONS: 

Officer inviting tender: Dy chief engg(CED,EP,PD) 
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Definitions: 
 

2(v) Engineer-in-Charge Superintending  Engineer 

2(viii) Accepting Authority 
Chief Executive, NFC/ Dy Chief Engineer/ 

Sr. Superintending Engineer 

2(x) 
Percentage  on  cost  of  materials and 
Labour to cover all overheads and profits 

15% (Fifteen percent) 

2(xi) Standard Schedule of Rates Prevailing Market rates 

2(xii) Department Nuclear Fuel Complex, Hyderabad 

9(ii) Standard contract form of Department Item rate tender 

 

Clause 1 

i)Time  allowed  for  submission  of  Performance Guarantee  from  
the  date  of  issue  of  letter  of acceptance 

15  days  

ii) Maximum allowable extension beyond the period  
( provided in (i) above ) 

7 days 

 
 

Clause 2 

Authority for fixing compensation under Clause 2 Chief Executive, NFC 

 
 

Clause 5 

Number of days from the date of issue of letter of acceptance  for 
reckoning date of start  

15 days 

Mile stones as per Table given below 

Table of Mile Stone(s) 

Sl. No 
Description of 

Milestone (Physical) 
Time allowed in days 
(from date of start) 

Amount to be with-held in case 
of non achievement of 

milestone 

    
Time allowed for execution of work 08 months 

Authority to decide: 

(i) Extension of time Engineer-in-charge 

(ii) Rescheduling of mile stones - 

 
 

Clause 6, 6A 

Clause applicable ς (6 or 6A) Clause 6/6A applicable 

 
 
 
 

Clause 7 

Gross  work  to  be  done  together with net payment / adjustment 
of advances for material collected, if any, since the last such 
payment for being eligible to interim payment 

More than Rs. 2 lakhs  
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Clause 10 A 
List of testing equipment to be provided by the contractor at site lab (The list given below is indicative) 

Flow , Pressure measurement devices 
  

 

Clause 10B(ii) 

Whether Clause 10B(ii) shall be applicable No 

 
 

Clause 10C 

Component of labour expressed as percent of value of work 15% 

 
 
Clause 10CC                                                                                                    
Clause 10CC to be applicable in contracts with stipulated period of completion 
exceeding the period shown in the next column 

 

Schedule of component of Cement, Steel, other Materials, Labour, POL etc for price escalation 

1 
Component of Cement- expressed as percent of total 
value of work Xc - 

2 
Component of Steel- expressed as percent of total 
value of work Xs - 

3 

Component of civil (except cement & steel)/ Electrical 
construction materials-expressed as percent of total 
value of work 

Xm - 

4 
Component f Labour-expressed as percent of total 
value of work Y - 

5 
Component of P.O.L-expressed as percent of total value 
of work Z - 

 
Clause 11 

Specifications to be followed For execution of work 
NFC Specification/ CEA & AERB 

Regulations 

 
 

Clause 12 

12.2 &12.3 
Deviation limit beyond which clauses 12.2 & 12.3 shall 
apply for Building work 30% 

12.5 
Deviation limit beyond which clauses 12.2 & 12.3 shall 
apply for foundation work - 

12.5 
Deviation limit beyond which clauses 12.2 & 12.3 shall 
apply for maintenance work - 

 
 

Clause 16 
 

Competent Authority for deciding reduced rates Dy Chief Engineer 
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Clause 18 

List of mandatory machinery, tools & plants to be deployed by the contractor at site : 
 

1. Tool Kit 2. Drilling machine 3. Welding machine 

4. Crane / Other lifting machinery  5. Ropes  6.Crimping tools 

 

Note:  The list of machinery, tools & plants to be deployed by the contractor at site are minimum. The 
contractor shall deploy additional machinery, tool & plants in order to  maintain the progress of the work 
without any extra cost to the department. 

Clause 36(i) 

Requirement of Technical Representative(s) and recovery rate 

Sl. 
No 

Minimum 
Qualification 
of Technical 
Representative 

Discipline 

Designation 
(Principal 
Technical 
representative) 

Min Exp  in yrs No. 

Rate at which 
recovery shall be 
made from the 
contractor in the 
event of not 
fulfilling provision 
of clause 36(i) 

1 Graduate Engineer 
(or) Diploma 
Engineer 

Mechanical l 
Engineering 

Principal 
Technical 
Representative 

Nil for Graduate 
and 5 years for 
Diploma Engineer 1 

Rs. 10000/- 
(Rupees ten 
Thousand only) 

2 Degree/Diploma 
/ITI holder in 
engineering or 
science stream  

 
Any Science 
/engineering 

stream 

 
Safety 
supervisor 

 
3 years 

1 

Rs. 10000/- 
(Rupees ten 
Thousand only) 

Note: Assistant Engineers retired from Government services that are holding Diploma will be treated at par with 
Graduate Engineers 

 
Clause 42: Not Applicable  
 

Statement of Wages: The minimum rate of daily wages payable to an employee employed on daily wages 
shall be as under or as per labour commissioner order which ever is higher. 
 

Sl. 
No 

Category Daily wages payable 

1 Highly Skilled Labour Rs.710 

2 Skilled Labour Rs.653 

3 Semi skilled Labour Rs.593 

4 Unskilled Labour Rs.536 
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DETAILED   TENDER   SPECIFICATIONS 

 

F O R 

"Supply, installation, testing and commissioning of Washed Air Supply 

Systems along with ducting & respective fittings at NUOFP(P), NFC". 

(Tender No: E/537/2017) 
 
1.0  General 
 
1.1 These specifications cover supply, installation, testing & commissioning of air 

washing system, MS centrifugal fans along with ducting,  electrical  etc, at NFC, 
Hyderabad.  

 
1.2 All items mentioned in these specifications shall be complete in all respects and any 

component or, equipment not covered here but essential for proper design, 
operation and maintenance shall be brought to the notice and included by the 
tenderer.  The successful tenderer shall take full responsibility for the guaranteed 
operation of the system, as regards performance/reliability etc. 

 
1.3 No foreign exchange or, import license for importing equipments, components, 

spares or, raw materials against these specifications will be arranged or, provided by 
the department.  It shall be the responsibility of the tenderer for the supply of 
materials from Indian and foreign sources as the case may be, and execute the 
contract within the agreed time schedule.  In case, the offer involves expenditure in 
foreign exchange this fact shall be clearly indicated by the tenderer together with a 
statement as to how this will be arranged by the tenderer. 

 
1.4 Where found necessary, the department reserves the right to select reputed 

manufacturers for any of the items, in the interest of the standardization, and 
therefore, the successful tenderer shall supply the same of the particular make, if so 
required.  It may be noted that the items of supply included in the scope of this 
tender shall be of standard make, or from reputed manufacturers subject to approval 
of the department.  

  
1.5 The location and climatic conditions etc., of the site are indicated under clause (1) of 

ά{ǇŜŎƛŀƭ LƴǎǘǊǳŎǘƛƻƴǎ ǘƻ ¢ŜƴŘŜǊŜǊǎέ όŜƴŎƭƻǎŜŘ ǿƛǘƘƛƴ ǘƘƛǎ ǘŜƴŘŜǊύΦ 
 
1.6.1 The Nuclear Fuel Complex area slopes from the ridge of hills on the west towards the 

east, the levels dropping by about 11 M in distance of 400 M.  The altitude above 
MSL is around 538 M. 

 
 
 
 



29 

 

 
2.0 Standards 
 
2.1 Unless otherwise specified, the equipments/components shall be designed, 

assembled, erected and tested in accordance with the relevant IS codes published by 
the Bureau of Indian Standards, wherever available, in order that specific aspects 
under Indian conditions are taken care of.  In case, where suitable Indian standards 
are not available, the item(s) shall conform to the generally accepted codes and 
practices. 

 
2.2 The electrical equipments & installation shall also conform to the latest Indian 

Electricity Rules, as regards safety, earthling and essential provisions specified therein 
for installation and operation of electrical equipments. 

 
2.3 All the items included in the scope of this tender shall comply with the statutory 

requirements (if any) of the Government of India as well as the Government of 
Andhra Pradesh.  The entire equipment & installation shall also conform to the 
provisions of statutory and other regulations in force, such as the Indian Factories 
Act, Indian Explosives Regulations etc., whichever may be relevant to the items of 
works called for in this tender.  The successful tenderer at no extra cost, if so 
required, shall arrange approval on drawings and/or, installation by the statutory 
authorities. 

 
2.4 In case, where the offer deviates from the specified standards, the tenderer shall 

indicate clearly in his offer the standards proposed to be adopted by him along with 
the details thereof. 

 
3.0 Workmanship 
 
3.1 All items covered in the specifications shall be manufactured from the best materials 

under first class workmanship. 
 
4.0 Lubrication 
 
4.1 All equipments shall be provided with efficient lubrication arrangement so that 

bearings and other parts are not subjected to under wear and tear.  Sufficient 
lubrication point shall be provided, wherever necessary and all such points shall be 
easily accessible.  The tenderer shall indicate the name of the lubricant and quantity 
required thereof for a period of one (1) year. 

 
5.0 Safety 
 
5.1 All moving and exposed parts shall be adequately guarded to prevent accidents to 

the operators and other working in the vicinity. 
 
5.2 The successful tenderer (i.e., the contractor) shall undertake to bear the primary 

responsibility for the safety of the contract labourers and others who shall 
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accompany them (including children).   The contractor shall have to make necessary 
arrangements to ensure their safety.  The successful tenderer, immediately after 
awarding the contract shall, therefore, furnish a written undertaken to the 
department to that effect. 

 
5.3 The contractor shall ensure completion of the entire work under safe working 

ŎƻƴŘƛǘƛƻƴǎΣ ŀǎ ǇŜǊ ά{!C9¢¸ /h59έ ǇǊŜǾŀƛƭƛƴƎ ŀǘ bC/Φ 
 
6.0 Utilities 
 
 Power Supply:  Three phase, 415/240 V, AC 50 Hz power supply will be available. 
 
7.0      Miscellaneous: 

Work related minor civil works, as may be required for erection of ducting etc.    shall 
be carried out by the contractor, e.g., making holes for duct passage, drilling, , 
chipping/grouting and making good after erection, etc. 

 
7.1.    Salient features or brief description of the proposed work (including its objective):  

The proposed work i.e. installation of air washing system along with ducting and 
electrical etc.  is meant for maintaining desired temperature and humidity in grinding 
area of  NUOFP plant and  installation of centrifugal fans in place of existing ones 
along with ducting and electrical etc.  is meant for capture & extract the  pollutants 
generated from source in grinding area of  NUOFP plant. Tenderer is requested to 
take care for proper selection of materials where ever not indicated.  
As above areas are  fully functional sites, the vendor is instructed to execute the work 
without causing any disruption. 

 
 

7.2:  CODES, STANDARDS AND REGULATIONS: 
 

ω DŜƴŜǊŀƭƭȅ ŀƭƭ ǿƻǊƪǎ ǳƴŘŜǊ ǘƘƛǎ ŎƻƴǘǊŀŎǘ ǎƘŀƭƭ ōŜ ŎƻƳǇƭƛŜŘ ǿƛǘƘ ǘƘŜ ŦƻƭƭƻǿƛƴƎ LƴŘƛŀƴ 
Standards of latest version. 
ω ¢ƘŜ ŎƻƴǘǊŀŎǘƻǊ ǎƘŀƭƭ ƳŀƪŜ ŀǾŀƛƭŀōƭŜ ŎƻǇƛŜǎ όǳǇƻƴ !ǿŀǊŘ ƻŦ /ƻƴǘǊŀŎǘύ ƻŦ ǘƘŜ ŀōƻǾŜ 
standards for reference of the Owner. 
 
NOISE AND VIBRATION: 
 
IS 2264 Preferred frequencies for acoustical measurements. 
IS 3483 Code of practice for noise reduction 
IS 3932 Sound level meter for general purpose use. 
IS 9736 Glossary of terms applicable to acoustics in buildings. 
IS 9901 Measurement of sound insulation in buildings & building element 
IS 9876 Guide to the measurement of air borne acoustical noise & evaluation of its 
effects on man 
IS 10423 Personal sound exposure meter 
IS 11446 Measurement of air borne noise emitted by compressors units intended for 
outdoor use. 
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IS 12710 Glossary of terms used in acoustic emission testing. 
IS 4758 Methods of measurement of noise emitted by machines 
IS 14280 Mechanical vibration - balancing - shaft and fitment key convention 
IS 12065 Permissible limits of noise level for rotating electrical machines. 
 
VENTILATION : 
IS 3103 Code of practice for Industrial Ventilation 
IS 4894 Centrifugal Fans 
 
 
ELECTRICAL: 
IS 325 Three phase induction motors 
IS 1822 Motor starters of voltage not exceeding 1000 V 
IS 996 Single phase small AC and universal motors 
IS 732 Code of practice for electrical wiring and fittings for buildings 
IS 2516 AC circuit breakers for voltage not exceeding 1000 volts 
IS 4047 Heavy duty air break switches and composite units of air break switches and 
fuses not exceeding 1000 volts 
IS 2208 HRC cartridge fuse links up to 650 volts 
IS 1554-Part I PVC insulated ( heavy duty) electric cables for working voltage up to 
and including 1100 volts. 
 
SAFETY CODES: 
IS 660 Safety code for mechanical refrigeration 
IS 659 Safety code for air conditioning 
IS 3016 Code of practice for fire precautions in welding and cutting operations 
IS 818 Code of practice for safety and health requirements in electrical and gas 
welding and cutting operations 
IS 5216 Code of safety procedures and practice in electrical works 
IS 3696 Safety codes for scaffolds and ladders. 
 
INTERNATIONAL STANDARDS: 
SMACNA HVAC Systems - Duct Design 
SMACNA HVAC Air duct leakage test manual 
SMACNA HVAC duct construction standards - Metal & flexible 
SMACNA Rectangular duct construction 
SMACNA Round duct construction 
SMACNA Energy conservation guidelines. 
SMACNA Energy recovery equipment and systems, air to air 
SMACNA HVAC Systems - Testing, adjusting & balancing 
ASHRAE / ISHRAE Handbooks 
ASHRAE Gravimetric & Dust spot procedures for testing air cleaning devices used in 

general 
ventilation for removing particulate matter. - 52.1 
ASHRAE Methods of testing liquid chilling packages. 
ASHRAE Number designation & safety classification of refrigerants 
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ASHRAE Practices for measurement, testing & balancing of building, heating, 
ventilation & air conditioning system. 
ASHRAE Ventilation for acceptance indoor air quality-62.1-2007 
ASHRAE Commissioning of HVAC Systems. 
ASHRAE Methods of testing liquid chilling packages as per ASHRAE 30 Latest Standard 
ASHRAE Thermal environmental conditions for human occupancy-55 
ASHRAE Energy Standard for Buildings except Low-rise Residential Buildings -90.1 
UL-555 Fire Dampers 
AMCA Laboratory methods for testing fans for rating as per ANSI / AMCA 210 
 
 
NOTE: All works performed and equipments and materials supplied under this 
contract shall comply in every respect with the Rules and Regulations of the Local 
Authorities including but not limited to : 
- Energy Conservation Building Code - ECBC. 
- Electrical supply and inspection regulation 
- Fire Regulation & Machinery regulation. 
- National Environmental Regulation (NER) 
- National Fire Protection Association (NFPA) 
-The factory Act. 
 
8.0. DETAILED TECHNICAL SPECIFICATIONS AND TESTING PROCEDURE OF  THE 
IMPORTANT ITEMS AND WHOLE SYSTEM 
 
Basics of Design: 
Area to condition: CFFP(P), Nuclear Fuel Complex, Hyderabad. 
Design Conditions: 
 

Sl.No Condition Ambient temp:                                 
(deg C) 

Inside 
needed(DB)      

(deg C) 

  DB WB M/c  outlet 

1 Summer 40 22 24 

2 Premonsoon 36 23 25 

3 Monsoon 32 24 26 

 
 
8.1. MODULAR AIR WASHING SYSTEM: 

 
Scope: Supply, installation, testing and commissioning of modular Wetted-pad type 
Washed Air Supply Unit (WASU)  confirming to the specifications and in accordance 
with the requirement  and of the Schedule of Quantities. 
 
 GENERAL CONDITIONS: 
 The air washing unit shall be of Double skinned Powder Coated Aluminium panels 
with 25 mm PUF insulation and shall be fixed to 2.5 mm thick aluminium alloy normal 
/ thermal break profiles frame work with stainless steel screws, draw through type in 
sectionalized construction consisting of Externally mounted  blower section with 
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cone and duct connecting with Air Washing/Cooling  Chamber , wetted Pad  section, 
filter section and Water pumping system. Unless otherwise specified, the unit shall 
be horizontal type. A tentative GA drg for tender purpose is attached. 
 
The unit  shall have following key components in addition to other required components/material: 

a) Air handling Unit Cabinet  
b) Inlet Louvers  
c) HDPE Filter bank  
d) Direct evaporative Cooling media  (Pad Type) 
e) Return Water Collection reservoir/Tank  
f) Evaporative cooling Pumps ( 1 working + 1 standby) 
g) Mist eliminator 
h)  Complete internal piping system with required valves, float valves, strainers etc as described below 
i)  Complete internal wiring etc. 
j) Air distributors. 

 
8.1.1 CASING: 
 
 Double  skinned panels shall be made of Aluminium Powder Coated and shall be 
fixed to 2.5 mm thick aluminium alloy normal / thermal break profiles frame work 
with stainless steel screws. Aluminium profiles shall be internal round corners to 
avoid accumulation of dust.  
 
The housing shall be so made that it can be delivered at site in total / semi knocked 
down condition, depending upon the requirements. The main framework shall be 
extruded aluminium hollow structural sections. The entire framework shall be 
assembled using mechanical joints to make a sturdy and strong framework for 
various sections. Is specified framework shall be made of thermal break hollow 
extruded aluminium profile. 
 
Hinges shall be heavy-duty die cast solid aluminium with SS pivots. A safety "trip-
switch" shall be provided to automatically cut off the electrical supply to the fan 
when the access door is opened. 
 
 Sections shall be joined with continuous gasketing to form an air tight enclosure. 
Sections shall be so designed that the method of joining can be performed with 
relative ease and without damage to the insulation and vapour barrier. The frame 
work shall be constructed of AISC structural rolled shapes having minimum thickness 
of 3mm or die formed sheet steel. 
 
 Framework shall be designed with recess suitable to receive enclosure panels, 
providing neat appearance, air tight enclosure and ease of panel removal. Enclosure 
panels 1.1.sqm(12 sft) in area and larger shall be constructed of not less than 
1.3mm(1/16") die formed sheet steel. 
 
Should the sides or top of a casing shall exceed 1,85sqm(20sft) in area, the panels 
shall be fabricated of more than one piece, with the individual panels recessed into 
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intermediate structural members. Protection for the insulation edges shall be 
provided around the perimeter of each panel. 
 
Protection shall be in the form of a " U " shaped panel edge or in the form 15mm 
(1/2") channels welded to the inside surface of each panel. Enclosure panels shall be 
fastened to the frame work by means of thread cutting sheet metal screws and shall 
be sealed against air leakage by the use of continuous neoprene gasketing of 
3mm(1/8") minimum thick. 

 
Inspection and service access doors shall be provided for access to the unit's interior, 
for filter removal and for coil inspection. Doors shall be constructed as specified for 
enclosure panels. Doors provided in access and filter sections shall be full height and 
width of the sections. 

 
8.1.2 CENTRIFUGAL FANS 

 

SCOPE: 
 

This section covers the technical requirements for manufacturing, testing at works, 
 delivery at site, testing after installation and commissioning of centrifugal fan made 
of  MS for fumes, gases and solid pollutants.  The duty of each fan is given in the 
schedule of quantities. 

 
  The fans shall be complete with all accessories, consisting mainly of the following 
 

a) Suction and discharge side flanges and counter flanges suitably drilled, complete with    
SS bolts, nuts, washers and gaskets 

b) Driving electric motor  
c) Driving & driven pulleys 
d) Slide rails for motor and rigid common structural base 
e) Foundation bolts 
f) Vibration isolators 
g) Inlet bell manufactured by spinning process 
h) Any structural steel & hardware required for assembly, installation, supporting of fan 

and accessories. 
i) Discharge side flanges suitably drilled complete with bolt and nuts. 
j) 3 mm thick & 100mm long flexible PVC connection along with 6mm thick MS/SS 

flanges at suction and discharge ends of SISW fans including SS nut bolts. 
 
 
APPLICABLE SPECIFICATION STANDARDS AND CODES 

 
 The equipment shall be manufactured and tested in accordance with the following 
 standards and codes 
 AMCA-210: Test code for testing performance of fan 
 ISS-823,826: For welding 
 IS-1079: For M.S. .plates 
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 ASA-B3.11section 1.1.2: load rating for ball & roller bearings 
 SAE-1035 or 1040 f: For shafts 
 SAE- B33.1 : Square and hexagonal bolts and nuts 
 

 DESIGN AND MANUFACTURING 
 

a) The fan shall be designed to handle the quantity of the air/gas against the static 
pressure and at conditions indicated in the technical data. The fan shall have 
optimum efficiency at operating conditions and shall have performance characteristic 
to match the approved performance curves. The fan shall be limit load type. 

b) The unit shall be factory built to the highest standards to ensure rigidity, quite and 
vibration free operation at the prescribed conditions of flow and speed. The noise 
level should not be more than 80 decibels at a distance of 1.5 M from fan. The 
acceptable noise-level for various centrifugal fans shall be measured at a distance of 
1.5 M from centre of the respective fans when connected to the ducting system 
(while running single individual fan only). 

c) Machine cutting, machine bending and spinning or die forming etc. shall be resorted 
to, wherever applicable.. 

d) The fan shall have inlet bell manufactured by spinning process. The material of the 
shaft shall be SAE-1040 or EN-8 carbon steel, machined to an accuracy of h7 & 1.0 
micron finish. The distance between the two bearings shall be as minimum as 
possible. 

e) The bearings shall be Tapered bore bearing Double row, self aligned of SKF/FAG 
/NTN/NBC. The bearing should be procured directly from the manufacturers 
preferably. 

f) The casing shall be fabricated from minimum thickness of 3mm M.S sheet or as per 
fan class whichever is high and shall be multi split type.  The Bracings and base frame 
shall be heavy structural stainless steel angles welded to the casings. The casing shall 
be provided with inspection door of size 400mm x 300mm approximately with 
handle. The drain point at the bottom of casing shall be provided. 

g) Vibration isolators shall be provided to minimize transmission of vibration from fan to 
its foundation. The isolation shall be distributed according to load distribution and 
the deflection must be uniform. They shall be chosen to give the natural frequency 
depending on the disturbing frequency so that the transmissibility is not greater than 
0.20.   

h) At no level the operation of fans should become unstable in the operating 
range specified i.e. good pressure/ volume characteristics. The fan shall be 
suitable for handling  air at 60 0 C (Max.) . 

 
 

 
7  IMPELLER & SHAFT  
 

The impeller shall be of limit load type having backward curved type blade and 
manufactured from a) M.S of required thickness. The impeller along with the 
shaft and pulleys shall be statically and dynamically balanced. The engineer of 
our department shall witness the dynamic balancing.     The assembly of entire 
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fan & motor shall not give rise to any of vibrations. The maximum permissible 
vibration level shall not exceed 40 microns in terms of amplitude measured at 
shaft from peak to peak horizontally and vertically. Full rotating assembly 
including shaft, impeller and pulley shall be both statically and dynamically 
balanced for the close level of vibration & noise free operation at specified 
speed nearest to the fair limit but not exceeding fair limit. The balancing Grade 
shall be 6.3 as per VDI 2060 . In no case vibration shall exceed fair limit, it shall 
be nearest to good limit as defined in vibration chart against the speed. 

 
 
 

 
 DRIVE PACKAGE 

 
a) The drive package shall be capable of efficient and smooth transmission of power to 

fan. It shall comprise electric driving motor (flame proof), vee-groove pulleys, belts, 
belt guard, slide rail etc. 

b) The motor shall be TEFC squirrel cage induction motor. The motor shall confirm to 
the all relevant IS specifications 

c) The belt guard and other parts of drive package shall be installed on common 
structure steel base frame. The base frame shall be isolated from the civil structure of 
foundation by means of vibration mountings. 

 
PERFORMANCE OF THE FAN 

 
The fan shall have optimum efficiency for the operating conditions mentioned in  
the schedule of quantities. The fan shall be tested for its performance at the 
ƳŀƴǳŦŀŎǘǳǊŜǊΩǎ ǿƻǊƪǎ ŀǎ ǇŜǊ ǘƘŜ ǎǘŀƴŘŀǊŘ ƛƴ ǘƘŜ ǇǊŜǎŜƴŎŜ ƻŦ our representative. The 
supplier shall furnish the performance  characteristics. The fan should be 
designed to handle the  rated quantity of air against  the static pressure at 
conditions as indicated above.  The fan shall have optimum efficiency at the 
operating condition and shall have performance characteristic to match the approved 
performance curve. 

. 
DRAWINGS 

 
a) The firm shall supply foundation drawings for the fan with motors; foundation bolts 

location, anti-vibration mountings. 
b) Detailed drawings of the fan along with QAP shall be sent for approval before 

fabrication of fans. 
 
 PACKING 

 
 The fans and motors shall be dispatched in packed condition to avoid damage during 
 transit and delivery. Transit insurance for the fans shall be included in the offer. 
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INSPECTION AND TESTING 
 

A) Fan shall be subjected to inspection and test. The contractor shall be 
responsible for providing all inspection facilities and for conducting all tests at 
works and at site after erection. Procedure and schedule of inspection (QAP) and 
tests shall be prepared by contractor for prior approval of engineer. Sufficient 
notice shall be given to the engineer to enable him to depute his representative. 
 
B) Results of inspection and tests shall be properly documented and made 
available as and when called for. In the event of failure of the product to fully 
meet any inspection or test requirement shall be intimated to the engineer. 
9ƴƎƛƴŜŜǊΩǎ ǇŜǊƳƛǎǎƛƻƴ ǎƘŀƭƭ ōŜ ƻōǘŀƛƴŜŘ ōŜŦƻǊŜ ǊŜǇƭŀŎŜƳŜƴǘΣ ǊŜŘŜǎƛƎƴ ƻǊ ǊŜǇŀƛǊ 
of the component. If the repairs/redesign are likely to affect the results of tests 
previously completed, appropriate retesting shall be conducted. 
C) Two-stage inspection, one during fabrication of main components like 
impeller, casing etc. (if required) and the other during balancing process, 
assembling etc. shall be arranged by the contractor. 
D) Static & dynamic balancing of all rotating parts like motor rotors, impeller and 
pulleys shall be conducted independently to conform that their mass centralizes 
at the axes of rotation. 
E) The performance of the fan motor unit shall be tested by operating at design 
conditions to establish that the units are in first class operating conditions. The 
following parameters will be tested vis-à-vis the approved performance curves 
and the approved characteristics. 
a) Air flow capacity 
b) Static head developed 
c) BHP requirement 
d) Vibration and noise 

     Technical details of fans: 

Description Item No:1 of schedule 

Capacity 75,000 CMH 

Type   SISW backward curved 

Static press 100 mm of WC 

Service Temp 70OC 

Construction class   III 

Material of construction- 
casing/scroll 

MS 

Material of Construction-Impeller MS 

Shaft 
SAE-1040 or EN-8 carbon steel, machined to an 
accuracy of h7 & & 1.0 micron finish 

Inlet cone MS 

Belt V-Belt of FENNER make only 

Pulley   Tapered bore pulley of FENNER make only 

Bearings  
Tapered bore bearing Double row, self aligned of 
SKF/FAG/NTN/NBC 
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Vibration Isolator mountings Cushy foot of DUNLOP make only 

Bearing housing  Plummer block type 

Mounting frame IS MS channels and angles along with motor rail 
 
 

Accessories   shaft guard,  belt guard, Inspection window, drain 
plug, inlet and outlet, flexible connection 

Sound level  Max 80 dB at a distance of 1.5 meter 

Other information Sand blasting shall be done before applying resin 

Speed of the fan Less than 1500 RPM 

                      
        A1) MOTOR 

Type    Three-phase 440 Volts 50 cps TEFC Sq. Cage induction motor 

Space heater To be included  

Shaft Power  15 % more than designed capacity 

Mounting frame  As per IS -  

RPM         1440 

Performance & Testing Shall conform to the relevant IS Specification  

Protection IP 55 

Insulation Class F 

Operating Temperature Class B 

Drive Pulley    Tapered bore pulley of FENNER make only 

Motor Torque  Stall with stand time is less than the Accelerating time  

    
 

 8.1.3 EVAPORATIVE PAD COOLING CHAMBER / SECTION: 
 

This section shall be designed to adiabatically cool the air.  
 
The Evaporative cooling Section shall comprise evaporative cooling media and  water 
Distribution System,  Float Valve, Overflow & Drain Connections, 1.5 mm thick SS 304 water 
tank. and GI piping as required.  
 

The evaporative cooling media shall be firmly clamped in a casing which can be easily 
removed to enable servicing. The section shall use ultra high efficiency media constructed of 
cellulose impregnated with insoluble anti rot resins for rigidifying the substrate. Media is 
suitable for face velocities not exceeding 2.0 m/s. 300 mm thick cellulose material Cooling 
pads shall be provided designed @ 2.5 m/s face velocity. This adiabatic heat exchanger shall 
have an efficiency of 95%.  

 
 

8.1.4 INLET LOUVRES  
 
Inlet louvers made of extruded aluminum section and are powder coated. The Louvers are 
designed as doors panels and provide direct access to the filter bank. Inlet louvers are also 
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fitted with internal mesh to eliminate entry of reptile, rodents and other crawling insects. 
The size of louvers shall be such that the face velocity of air passing through it shall be  <2.0 
Mts/sec. Unless shown/mentioned otherwise, louvers shall be made of 3 mm thk. 100 mm 
extruded aluminum sections fixed in an extruded aluminum frame. Louvers shall be fixed at 
45° to vertical and provide 60% minimum net opening 15 mm x 10 mm galvanized bird 
screen shall form part of the intake/exhaust louver. The entire assembly shall be fitted into 
the wall clear opening and the edges sealed with poly sulphite. All frame and clamps used 
shall be hot dip galvanized or extruded aluminum. 
 
8.1.5 FILTER BANK  
 
There shall be inlet air filter for removing dust. The size of filter bank shall be such that the 
face velocity shall be <2.0 mtrs/sec. For ease of handling, all filters shall be encased in the 
aluminum filter mounting channels for easy removal and fitting during maintenance. The 
filters shall be held in the spring loaded frame and shall not require any tools for insertion or 
removal. Filters shall be washable type. The filters material shall be HDPE. 
  

Type Sliding  

Frame  Aluminium anodized/ powder coated Channels   

Separators Aluminium 

Filter Media HDPE media / Non woven synthetic media 

Gasket  Neoprene rubber gasket 

BS EN 779 Class  F5 

Filter Efficiency/Arrestance F5,  80- 90 % Arrestance 

Eurovent Class EU 3, EU 4 

 
 
8.1.6 MIST ELLIMINATORS  
 
There shall be a mist eliminator bank for drift loss prevention. The mist eliminator elements 
shall be fixed in a MS frame of grid design of size 1.5X1 M size. The size of mist eliminator 
shall be such that face velocity across it shall be less than 2.0mtrs/sec. The pitch spacing shall 
be 20mm between profiles. 
 
 
8.1.7 RETURN WATER COLLECTION TANK 
 
The reservoir is made of stainless steel to ensure durability, life-long corrosion eradication, 
and Independent return water reservoirs are used for sensible and adiabatic cooling 
sections. The wet section will have 18G SS 304 Tank with welded construction with the 
bolted openable sides in 16G SS sheet. 2mm thick FRP specially fabricated header shall be 
provided for the water distribution using 20 mm PVC perforated piping. Dump System to 
automatically control the water quality in the sump to be provided with heavy duty Brass 
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Float. PVC drain/overflow and bleed off outlet are standard on all wet sections. Spare pump 
in line to be provided 
 
8.1.8 Re-Circulation pumps 
 
The recirculation pump should be of monoblock type and of approved make The pump 
should be designed such that it can handle the designed amount of water flow and maintain 
required head. There should be two different pumps, one for Indirect evaporative system 
and other for Direct evaporative system. There should be one standby pump. The pumps 
should be designed such that pump shaft horsepower (BHP) shall not exceed motor rated 
horsepower throughout the entire operating range of the pump performance curve. Pump 
shall be built to operate. The pump shall be furnished with a non-mechanical double oil seal. 
The pump motor shall be minimum 1HP (0.75KW), 230 Volts, 50 Hz single phase motor. It 
shall be air filled with class F insulation and shall be of split capacitor design. The motor shall 
be supplied with built-in thermal protection with automatic reset and shall be rated for 
continuous duty.  
 
8.1. 9 Plumbing:  
 
Piping system shall include the following:  
 
The pipes, fittings and valves shall be of approved make indicated in the tender document & 
shall be designed for minimum 10 Kg/cm test pressure.  
Circulating water/Drain water /make up water pipes shall be "B" Class GI Pipe & shall 
Conform to IS: 4736. The pipes shall be sized for individual liquid flow & shall ensure smooth 
noiseless & balanced circulation of fluid. All steel supports shall be thoroughly cleaned and 
primer coated before installation. 
  
The fittings for pipes for screwed piping shall be malleable iron and for piping with welded 
joints shall of weldable quality. Also the fittings shall be suitable for same pressure ratings as 
for the piping system.  
 
The dead ends shall be formed with flanged joints & shall have 6 mm thick blank between 
flange pair for 150 mm and over wherever future expansion is to be done otherwise 8 mm 
thick blank end to be welded to pipes up to 350 mm dia. & above 350 mm dia. pipes dished 
ends shall be used.  
  
Butterfly valves shall be of PN 10 rating as per IS 13095 preferably with fixed linear design to 
suit duty and flanges as per IS 6392 Table "E". Valves of sizes 32 mm and above diameter 
shall be made of cast iron close end body, cast iron epoxy coated disc, Nitrile Seat and SS 410 
Stem with Teflon bush. Valves up to 150mm NB shall be with detachable hand lever 
operation. These valves shall be installed in chilled water lines, make up / drain water piping 
lines. All valves shall be supplied with factory test reports and the manufacturer must have 
test facilities at their works.  
 
The valves used at the inlet and outlet of the pumps shall be PN16 rating. All other valves at 
chiller in/out and AHU in/out shall be PN10 rating.  
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The check valves shall be used for horizontal / vertical run of pipes & shall conform to PN 16 
rating .The valve design shall confirm to API 594 and tested as per ANSI SERIES.  
 
The valves shall have cast iron body, and SS 410 plates, SS 410 Shaft & Nitrile Seat. All valves 
shall be supplied with factory test reports and the manufacturer must have test facilities at 
their works. 
  
 
The Y-strainer shall be fabricated out of MS 'C' class pipe two size higher than that of strainer 
pipe size. Flanges as per BS 10 shall be provided at inlet & outlet of connections. The body 
shall be pressure tested at 10 Kg/cm2 and shall be hot dip galvanized. Permanent magnet 
shall be provided in the body of the strainer to arrest MS particles. Filter element shall be of 
nonmagnetic 20 gauge SS sheet with 3 mm perforation. Strainer shall be provided at inlet of 
each chilled water pumps.  
 
The Y-Strainer & Pot Strainer confirming to SSPL 107 & SSPL 106 shall have cast iron body 
and factory tested at works at 16 Kg/cm2 pressure. The screen shall be made out of 3 mm 
perforated stainless steel sheet. It should be easily removable when required to be cleaned. 
Isolating butterfly valves at either end of the pot strainer shall be provided. 
  
Pot Strainer body shall be fabricated out of MS plate as per IS 2062. Thickness of sheet shall 
be as per size of the strainer chamfered pipes with flanges shall be provided at inlet / outlet 
connections of the strainer. The tangential entry of water shall create a centrifugal action 
and due to velocity shall separate sediments and deposit on the inner surface of filter 
element and at bottom of the Strainer. Butterfly valves shall be provided at inlet/ outlet 
connections as shown in drawing and included in BOQ. The strainer body shall have two 
separate chambers properly sealed to avoid mixing of filtered and unfiltered water. A 
powerful magnet shall be provided in the body to arrest MS particles. Filter element of Pot 
Strainer shall be of non magnetic 18 gauge SS sheet properly reinforced to avoid damage of 
the element. A cone with sufficiently large drain pipe with butterfly 80  valve shall be 
provided at the bottom chamber to flush-out foreign particles. This arrangement shall avoid 
frequent opening of Pot Strainer for cleaning of filter element. Gauge connection shall be 
provided at inlet and out let connection. 
  
A set of MS flanges with tongue and groove arrangement and neoprene rubber gasket shall 
be provided on the top cover and Pot Strainer flange with sufficient bolts and nuts to make 
the joint water-tight. Bearing loaded lope cover lifting and swinging arrangement shall be 
provided. The pot strainer body shall be properly de-rusted and epoxy coated from inside 
and outside. Manufacturers Test Certificate shall be provided with each Pot Strainer.  

 
8.1.10.  INSTALLATION: 
 
 Floor mounted WASU (Washed Air Supply Unit)  shall be installed on civil pedestals 
keeping rubber pads to avoid transmission of vibration to the floor.  WASUs Cooling 
chamber   shall be air tight without any leaks and shall be Demonstrated before 
commissioning. 
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The unit be installed as per manufacturer's recommendations. Care should be taken that 
no panels are damaged or scratched. In case of damage or scratch, panel shall be 
replaced free of all cost to the Client. 
 
The WASU shall be so installed as to transmit minimum amount of vibration to the 
building structure. Adequate vibration isolation shall be provided by use of rubber / 
neoprene pads. 

 
The concrete foundations required for the  WASUs installation shall be prepared by the 
vendor as per approved drawings. The Vendor shall supply all foundation bolts, base 
plate, vibration eliminators, etc. and shall ensure that all the above accessories are 
placed securely in proper position while the foundation is cast. 

 
The contractor shall ensure that the complete installation is totally vibration free. 

 
The fan outlet velocity shall not exceed 1850 FPM. 
The air velocity across the filters shall not exceed 550 FPM. 
 
8.1.11 SAFETY FEATURES: 
 Each WASU shall have safety features as under: 
 
ω Cŀƴ ŀƴŘ ƳƻǘƻǊ ōŀǎŜ ǎƘŀƭƭ ƘŀǾŜ ǇǊƻǇŜǊ ǇǊƻǾƛǎƛƻƴ ŦƻǊ ŜŀǊǘƘling from the factory. 
ω !ƭƭ ǎŎǊŜǿǎ ǳǎŜŘ ŦƻǊ ǇŀƴŜƭ ŦƛȄƛƴƎ ŀƴŘ ǇǊƻƧŜŎǘƛƴƎ ƛƴǎƛŘŜ ǘƘŜ ǳƴƛǘ ǎƘŀƭƭ ōŜ ŎƻǾŜǊŜŘ ǿƛǘƘ 
PVC caps to avoid human injury. 
 
 8.1.12 PRE COMMISSIONING CHECKS 
 
 ω /ƘŜŎƪ ǘƘŜ complete WASU Unit is  installed according to the specifications and 
design. 
ω /ƘŜŎƪ ǘƘŜ ŘǳŎǘ ǿƻǊƪ ƛǎ ŎƻƳǇƭŜǘŜŘΦ 
ω /ƘŜŎƪ ǘƘŜ ŀƛǊ ŦƛƭǘŜǊǎ ŀǊŜ ŦƛȄŜŘ ŀƴŘ ŎƭŜŀƴΦ 
ω /ƘŜŎƪ ǘƘŜ ŀƛǊ ǘŜǊƳƛƴŀƭǎ ŀǊŜ ƛƴǎǘŀƭƭŜŘ ŀǎ ǇŜǊ ǘƘŜ ŘŜǎƛƎƴΦ 
ω /Ƙeck the dampers are installed and accessible. 
ω /ƘŜŎƪ ǘƘŜ ŘǳŎǘ ǿƻǊƪ ƛǎ ŎƭŜŀƴŜŘ ƛƴǘŜǊƴŀƭƭȅΦ 
ω /ƘŜŎƪ ǘƘŜ ǘŜǎǘ ƘƻƭŜǎ ŘǊƛƭƭŜŘ ŦƻǊ ƳŜŀǎǳǊŜƳŜƴǘΦ 
ω /ƘŜŎƪ ǘƘŜ C5ϥǎ κ ±/5ϥǎ ŀǊŜ ƻǇŜƴŜŘΦ 
ω /ƘŜŎƪ ǘƘŜ DǊƛƭƭǎ ŀƴŘ 5ƛŦŦǳǎŜǊǎ ŀǊŜ ƛƴǎǘŀƭƭŜŘΦ 
ω /ƘŜŎƪ ǘƘŜ ƳƻǘƻǊ ǘŜǊƳƛƴŀǘƛƻƴ and control unit. 
ω /ƘŜŎƪ ǘƘŜ ŦǳǎŜ ǊŀǘƛƴƎ ƛǎ ŎƻǊǊŜŎǘΦ 
ω /ƘŜŎƪ ǘƘŜ ŘǊŀƛƴ ǇƛǇŜ ŀƴŘ ǎƭƻǇŜ ƛǎ ŎƻǊǊŜŎǘΦ 
ω /ƘŜŎƪ ǘƘŜ ŘƛǊŜŎǘƛƻƴ ƻŦ Ŧŀƴ Ǌƻǘŀǘƛƻƴ ƛǎ ŎƻǊǊŜŎǘΦ 
ω /ƘŜŎƪ ǘƘŜ Ŧŀƴ ŀƴŘ ƳƻǘƻǊ ŀǊŜ ƭǳōǊƛŎŀǘŜŘΦ 
ω /ƘŜŎƪ ǘƘŜ Ŧŀƴ ǎƘŀŦǘ ŀƴŘ ōŜŀǊƛƴƎ ŀǊŜ ŀƭƛƎƴŜŘ ǇǊƻǇŜǊƭȅΦ 
ω /ƘŜŎƪ ǘhe Vee belts, drive guards and tension is correct and fitted. 
ω /ƘŜŎƪ ǘƘŜ ǎǘŀǘƛŎ ōŀƭŀƴŎŜ ŀƴŘ ŀŘŜǉǳŀǘŜ ŀŎŎŜǎǎ ǘƻ ŦŀƴΦ 
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8.1.13  COMMISSIONING CHECKS 
 
 ω Cŀƴ ǎǇŜŜŘ ǎƘŀƭƭ ƴƻǘ ŜȄŎŜŜŘ ǘƘŜ ƳŀȄƛƳǳƳ ŀƭƭƻǿŀōƭŜ ǊǇƳ ŀǎ ŜǎǘŀōƭƛǎƘŜŘ ōȅ ǘƘŜ Ŧŀƴ 
manufacturer. 
ω {Ŝǘ ŀƭƭ the main duct & branch duct dampers and outlet dampers at full open 
position. 
ω /ƘŜŎƪ ǘƘŜ ǘƻǘŀƭ Ŧƭƻǿ ƻŦ ǘƘŜ Ŧŀƴ ōȅ ŘǳŎǘ ǘǊŀǾŜǊǎŜ ƳŜǘƘƻŘΣ Ŧƭƻǿ ǿƛƭƭ ōŜ ǎŜǘ ǘƻ млр ҈ ƻŦ 
design flow 
ω /ƘŜŎƪ ǘƘŜ Ŧƭƻǿ ƛƴ ŀƭƭ ōǊŀƴŎƘŜǎ ŀƴŘ ŦƛƴŘ ƻǳǘ ǘƘŜ ƛƴŘŜȄ ōǊŀƴŎƘΦ 
ω .ŀƭŀƴŎŜ ǘƘŜ branches in proportion with the same percentage of total flow by 
adjusting the volume control dampers and keeping the index branch dampers at fully 
open condition. 
ω aŜŀǎǳǊŜ ǘƘŜ ƛƴŘŜȄ ōǊŀƴŎƘ ŀƴŘ ǇǊƻǇƻǊǘƛƻƴŀƭƭȅ ōŀƭŀƴŎŜ ǘƘŜ ŀƛǊ ǘŜǊƳƛƴŀƭǎΦ 
ω 5ŀƳǇŜǊǎ ǎƘŀƭƭ ōŜ modulated, and the ampere of the supply fan motor shall be 
measured to 
ensure that no motor overload can occur. 
ω !ŦǘŜǊ ¢ƻǘŀƭ {ȅǎǘŜƳ .ŀƭŀƴŎƛƴƎΣ ǘƘŜ ŦƻƭƭƻǿƛƴƎ ǾŀƭǳŜǎ ǎƘŀƭƭ ōŜ ǊŜŎƻǊŘŜŘΥ 
1. Fan rpm 
2. Motor voltage and current 
3. Entering static pressure 
4. Leaving static pressure. 
 
 
8.1.14  TESTING & PERFORMANCE: 
The WASU, after completely assembled will have to be run tested at site, to establish 
the following: 
a) Air Quantity. 
b) Power consumption. 
c) Static pressure. 
d) Noise and vibration. 
e) Humidification/Saturation efficiency of WASU 
 
8.1.15 PERFORMANCE EVALUATION CHECKS: 
 
 ω aŜŀǎǳǊŜ ǘƘŜ {ǳǇǇƭȅ !ƛǊ κ wŜǘǳǊƴ !ƛǊ κ CǊŜǎƘ !ƛǊ ±ƻƭǳƳŜ ƛƴ /Ca κ /aI 
ω aŜŀǎǳǊŜ ǘƘŜ 9ȄǘŜǊƴŀƭ {ǘŀǘƛŎ tǊŜǎǎǳǊŜ ƛƴ Ytŀ κ tŀ 
ω aŜŀǎǳǊŜ ǘƘŜ Cŀƴ wta κ aƻǘƻǊ wta 
ω aŜŀǎǳǊŜ ǘƘŜ Voltage / Amperage 

 
  

8.2.  GI/MS DUCTING 
         SCOPE 

 This specification covers the general design, materials, construction features, 
manufacture, shop inspection and testing at manufacturer's works, delivery at 
site, handling at site, installation, testing, commissioning and carrying out 
performance test at site of Air Distribution System. 
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 CODES AND STANDARDS 

  

 The design, materials, construction features, manufacture, inspection, testing 
and performance of air distribution system shall comply with all currently 
applicable statutes, regulations, codes and standards in the locality where the 
system is to be installed. Nothing in this specification shall be construed to 
relieve the CONTRACTOR of this responsibility. In particular, the air distribution 
system shall conform to the latest edition of following standards: 

  

 IS 277 Galvanized Steel Sheets (Plain and Corrugated) 

 IS 655 Metal Air Ducts 

 ASHRAE   Duct design method 

 ASHRAE 70 Method of Testing for Rating the Performance of Air Outlets and 
Inlets 

 MATERIAL REQUIREMENT 
 Ducting shall be fabricated from Galvanized Iron (GI) sheet  
 GI shall be of lock-forming grade, zinc coated conforming to IS 277 coating grade 

200 for GI ducting and MS sheets confirming to IS 2062 for MS ducting  
 CONSTRUCTION FEATURES 

 
 Fabrication details shall be generally in accordance with the details given hereunder. 
  
 RECTANGULAR DUCT  (G.I.)  ( SUPPLY DUCT) 
 For Low Pressure System (up to static pressure of  ± 75 mm WC) 
  

LARGER 
SIDE OF 
DUCT 

THICKNESS OF 
SHEET mm/G TYPE OF                  

TRANSVERSE JOINT 
TYPE OF REINFORCEMENT 

mm GI 

Up to 250 24 G 25³25³3mm CS angle 
flanged joint 

-- 

251 to                 
750 

24 G 25³25³3mm CS angle 
flanged joint 

25³25³3 mm CS angle @ 1,250 
mm c/c 

751 to 
1,000 

20 G 25³25³3mm CS angle 
flanged joint 

40³40³3 mm CS angle @ 1,250 
mm c/c 

1,001 to   
1,500 

20 G 40³40³3mm CS angle 
flanged joint 

40³40³6 mm CS angle @ 750 
to 800 mm c/c 

1,501 to     
2,100 

20 G 40³40³6mm CS angle 
flanged joint 

50³50³6 mm CS angle @ 750 
to 800 mm c/c 

2,101 to 
2,400 

20 G 65³65³6mm CS angle 
flanged joint 

65³65³6 mm CS angle @ 750 
to 800 mm c/c 
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2,401 and 
above 

20 G 50³50³3mm CS angle 
flanged joint with tie rods 
of 10 mm diameter 

50³50³3 mm CS angle @ 750 
to 800 mm c/c with tie rods of 
10 mm diameter, evenly 
spaced along reinforcing angle, 
spacing not exceeding 1,500 
mm 

 Longitudinal seams shall be Pittsburgh lock type at corners. Longitudinal joints 
shall not be provided for rectangular ducting at locations other than corners, 
except where larger side of duct exceeds 2500 mm. Longitudinal joints of ducting 
having side larger than 2500 mm other than corner shall be grooved or standing 
seam. 

 Flanges used for transverse joints shall be joined with each other with Galvanized 
Steel (GS) bolts, washers and nuts. The bolts shall be of minimum M8 size and the 
spacing between bolts shall be maximum 150 mm for low-pressure system and 
100 mm for high-pressure system. 

  
 For transverse angle flanged joints, neoprene gasket (3 mm uncompressed 

thickness and width equal to flange face) adhered to the flange face shall be used. 
The bolt holes in gasket shall be the same as bolt diameter and shall be punched 
prior to insertion of gaskets. 

  
 Angles shall have welded corners and shall be riveted to the ducts at 300 mm 

centers (maximum). 
  
 Ducts shall be fabricated using lock-forming machine or continuous TIG welding 

only as per the requirement specified 
 

 DUCT SUPPORTS 
 

 Rectangular duct shall be supported from ceiling using trapeze hangers. Ducts 
shall rest on supporting angle or channel and this supporting angle or channel 
shall be supported by CS rods or angles or channels on both sides of ducts with 
weld or bolts. 
 

 
 Supporting details for low pressure system shall be as given below: 
 

LARGER SIDE OF 
DUCT          mm 

SUPPORTING 
ANGLE           mm 

VERTICAL ROD 
DIAMETER      mm 

MAXIMUM SPACING BETWEEN 
SUPPORTS  mm 

Up to 900 40³40³6 10 3,000 

901 to 1,500 50³50³6 10 3,000 

1,501 to 2,400 50³50³6 10 2,000 

2,401 and above 65³65³6 12 1,600 
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 Zinc coated anchor fasteners or embedded plates shall be provided for upper 

attachments to the building. The CONTRACTOR shall provide anchor fasteners & 
embedded plates. The CONTRACTOR shall provide duct supports from angle cleats 
welded to the embedded plates. Anchor fasteners shall be loaded to maximum 
20% of the maximum rated capacity specified by the manufacturer. The 
PURCHASER shall approve all anchor fasteners used for supporting duct. 

  
 In case of insulated duct, anchor fasteners shall be selected based on actual total 

load. 
  
 Duct supports shall be qualified and sized for seismic forces. 

 
 NOTE:  Ducting shall be made in circular or square shape as per the site 

requirement.   For providing duct supports, above table given for rectangular 
ducts shall be considered by taking diameter of circular duct as longer side of 
rectangular duct. 6mm thickness CS round flange shall be welded to circular ducts 
at a span of 6 meters maximum or as per site condition. 
 
 
 

8.3. MS Supporting structure:  
 

Ducting supports shall be designed to carry weight of ducts. The drg. shall be 
submitted for approval for its load carrying capacity. For the duct supports trusses 
shall have to be provided. It may please be noted that the duct support for road 
crossing shall be erected at a ht of approx 6 mts. Necessary safety appliances and 
safety permit shall be taken by the contractor. The painting shall be done as per the 
clause under painting.  

 
       

 8.4. FLEXIBLE CONNECTIONS 
  
 Where sheet metal duct connects to the intake or discharge of fan units, a flexible 

connection of fire retarding double layer heavy duty canvas material of at least 150 mm 
width shall be provided. The material shall be attached to angle frames by means of a 
steel band over the end of the flexible connection. The material shall be secured between 
the band and the angle frame by bolting. Sleeve shall be made smooth and the 
connecting duct work rigidly held by independent supports on both ends. The flexible 
connection shall be suitable for fan intake and outlet pressures. 
 

 8.5. MEASUREMENTS 
 

DUCTING 

 Measurement for ducting shall be carried out on the basis of centre-line measurements 
as described in following paras. 
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 Duct work shall be measured on basis of external surface area of ducts. Duct 
measurement shall be taken before the application of insulation if any. The external 
surface area of duct shall be calculated by measuring the perimeter comprising of width 
and depth, in the centre of each duct section and multiplying it with overall length from 
flange face to flange face of each duct section and adding up areas of all duct sections. 

  
 Surface area of the supply air plenums for linear and slot diffusers shall be added to the 

duct quantities. 
  
 For tapered rectangular ducts, the average width and depth shall be used to measure 

perimeter, whereas for tapered circular ducts, the diameter of section midway between 
large and small diameters shall be adopted. The length of tapered duct section shall be 
the centre-line distance between the flanges of the duct section. 

  
 For special pieces like transformations, bends, offsets and branch connections, mode of 

measurement shall be identical to that described above using the length along the centre-

line. End cover or closure shall be measured as per end duct cross-section area (width ³ 
height). 

  
 The quoted unit prices for ducts shall include all wastage allowances, reinforcement 

angles or flats, duct supports, flanges and gaskets for joints, nuts and bolts, anchor 
fasteners, angles, channels, flexible connections at equipment inlet and outlet, splitter 
dampers, access doors, turning vanes and straightening vanes. These accessories shall 
neither be separately measured nor paid for. 

  
 DIFFUSERS 
  
 Areas shall be calculated by measuring cross-section area for air flow at discharge or 

capture area excluding flanges. In case of supply air diffusers, VCDs shall form part of unit 
prices quoted and shall not be separately measured or accounted. Frame work for 
diffusers shall also be included in unit prices quoted. 

  
 LINEAR DIFFUSERS 
  
 Linear diffusers shall be measured by linear measurements only for each size or width, 

and not by cross-section area. Linear measurement shall exclude mounting flanges. Frame 
work for linear diffusers shall also be included in unit prices quoted and shall not be 
measured separately. The supply air plenum for linear diffusers shall be measured 
identical to ducting as described earlier. 

    
 SLOT DIFFUSERS 
  
 Slot diffusers shall be measured by linear measurements only and not by cross- section 

area. Linear measurement shall exclude mounting flanges. Frame work for slot diffusers 
shall also be included in unit prices quoted and shall not be measured separately. The 
supply air plenum for slot diffusers shall be measured identical to ducting as described 
earlier.  
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 GRILLES 
  
 Area shall be calculated by measuring width and height, excluding flanges. In case of 

supply air grilles, VCDs shall form part of unit prices quoted and shall not be separately 
accounted. Frame work for grilles shall not be estimated separately and shall also be 
included in unit prices quoted. 
 

 FLEXIBLE CONNECTION 
  
 Flexible connections other than those at the equipment inlet and outlet shall be 

measured by their cross-section area perpendicular to air flow. Quoted unit prices shall 
include necessary mounting arrangement, flanges, nuts and bolts and fire treatment of 
requisite length of canvas cloth. 

 
Painting shall not be separately measured or paid for. Various quoted unit  prices shall 
include painting wherever specified or required. 

 

 

 

 8.6. TESTING / ADJUSTING / BALANCING - TAB -AIR SIDE : 
 
Scope: Scope of this section comprises o f the Testing, Adjusting and Balancing ( TAB), 
of Air distribution system confirming to the specifications. 
 
 GENERAL CONDITIONS: 
 
 After completion, all duct systems shall be tested for air leakage. 
 
The entire air distribution system shall be balanced to supply the air quantities as 
required in the various regions and rooms to maintain the specified room conditions. 
 
The air quantity shall be measured and if need be the motor pulley need to be changed 
to site requirement when balancing the system. 
 
The entire air distribution system shall be balanced to supply the air quantities as 
required in the various regions and rooms to maintain the specified room conditions. 
 
The leakage through the ducting system shall not exceed more than 6% of the total air 
quantity as per DW/144 standards. 
 
The vendor should carry out the duct leak testing at site in few ducts as required by the 
DDK officials if they notice the poor quality of workmanship or if the test reading is not 
found satisfactory. 
 
 The final balance of air quantities and its temperatures through each grille, register or 
diffuser shall be tested and recorded and submitted to the project manager for approval. 
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LEAK TESTING PROCEDURE: 
 
 ω hƴŎŜ ǘƘŜ ƭŜŀƪŀƎŜ-testing rig is in place, the following test procedure may be adopted: 
ω /ƻƴƴŜŎǘ ǘŜǎǘ ŀǇǇŀǊŀǘǳǎ ǘƻ ǎŜŎǘƛƻƴ ƻŦ ŘǳŎǘǿƻǊƪ ǘƻ ōŜ ǘŜǎǘŜŘΦ 
ω Adjust test apparatus until the static pressure differential is obtained. 
ω /ƘŜŎƪ ǘƘŀǘ ǘƘŜ ƳŜŀǎǳǊŜŘ ƭŜŀƪŀƎŜ ƛǎ ǿƛǘƘƛƴ ǘƘŜ ǇŜǊƳƛǘǘŜŘ ǊŀǘŜΦ όbƻ ŀŘŘƛǘƛƻƴ ǎƘŀƭƭ ōŜ 
made to the permissible leakage rate for access panels or dampers where these are 
included in the ductwork). 
ω aŀƛƴǘŀƛƴ ǘƘŜ ǘŜǎǘ ŦƻǊ ŦƛŦǘŜŜƴ ƳƛƴǳǘŜǎ ŀƴŘ ŎƘŜŎƪ ǘƘŀǘ ǘƘŜ ƭŜŀƪŀƎŜ ǊŀǘŜ Ƙŀǎ ƴƻǘ ƛƴŎǊŜŀǎŜŘΦ 
ω wŜŘǳŎŜ ǇǊŜǎǎǳǊŜ ƛƴ ǎŜŎǘƛƻƴ ǘƻ ȊŜǊƻ ōȅ ǎǿƛǘŎƘƛƴƎ ƻŦŦ ǘƘŜ ŦŀƴΤ ǘƘŜƴ ƛƳƳŜŘƛŀǘŜƭȅ ǊŜ-apply 
test pressure to establish that the air leakage rate is not greater than the previous 
reading. 
 
AIR BALANCING : 
On completion of the work, the system shall be demonstrated to the satisfaction of the 
Engineer and air flow at each fan outlet and all air distribution outlets is correctly 
adjusted and regulated, to fulfil its specified functions and as per designed airflow rate. 
 
The work shall be carried out in accordance with the approved commissioning schedule 
and shall cover, but not necessarily be limited to, the following activities. 
 
The entire air distribution system shall be balanced with the help of an anemometer. The 
measured air quantities at fan discharge and at the various outlets shall be within •} 5 
percent of those specified / quoted. Branch duct adjustments shall be permanently 
marked after the air balancing is completed so that these can be restored to their correct 
position if disturbed at any time. 
 
 Air circuit clean-up shall be carried out and all internal debris and foreign matter 
removed prior to the commencement of commissioning. 
 
The functioning of the total system and all ancillary units shall be demonstrated and 
shown to be operating consistently within the prescribed limits. 
 
All instruments, control and safety equipment shall be correctly calibrated under the 
supervision of a qualified, specialist engineer. 
 Calibration data shall be submitted together with test certification. 
 
 All warning and safety controls shall be proven by producing the actual circuit 
conditions(s) required for actuation whenever practicable. Injected signals or other 
synthetic means of simulating unsafe or other synthetic means of simulating unsafe 
conditions may be utilised with the approval of the Engineer. 
 
Noise and vibration levels shall be measured and if it exceeds the accepted limits then 
corrections have to be undertaken to the satisfaction of NFC Officials. 
 
 ω aŜŀǎǳǊŜ ǘƘŜ Ŧƭƻǿ ŀǘ ŜŀŎƘ ƻǳǘƭŜǘ ƻŦ ǘƘŜ ǘŜǊƳƛƴŀƭ ōǊŀƴŎƘŜǎ 
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ω CƛƴŘ ƻǳǘ ǘƘŜ ƛƴŘŜȄ ǘŜǊƳƛƴŀƭ ŀƴŘ ƪŜŜǇ ǘƘŜ ŘŀƳǇŜǊ Ŧǳƭƭȅ ƻǇŜƴ 
ω .ŀƭŀƴŎŜ ǘƘŜ ƻǘƘŜǊ ƻǳǘƭŜǘǎ ǇǊƻǇƻǊǘƛƻƴŀƭƭȅ ǘƻ ǘƘŜ ǎŀƳŜ ǇŜǊŎŜƴǘŀƎŜ ƻŦ Ŧƭƻǿ ǎŜǘ ƛƴ ǘƘŜ 
branch duct. 
ω /ƘŜŎƪ ǘƘŜ Ŧƭƻǿ ƛƴ ŜŀŎƘ ƻǳǘƭŜǘ ŀƴŘ ǊŜŎƻǊŘ ƛƴŎƭǳŘƛƴƎ ǘƘŜ ƛƴŘŜȄ ǘŜǊƳƛƴŀƭΦ 
ω ¢ŀƪŜ ǘƘŜ ǘƻǘŀƭ Ŧƭƻǿ ƛƴ ǘƘŜ Ƴŀƛƴ ŘǳŎǘ ŀƎŀƛƴ ŀƴŘ ǊŜŎƻǊŘ ōȅ ǳǎƛƴƎ ǘǊŀǾŜǊǎŜ ŘǳŎǘ ƳŜǘƘƻŘΦ 
ω !ŦǘŜǊ ¢ƻǘŀƭ {ȅǎǘŜƳ ōŀƭŀƴŎŜΣ ǘƘŜ ŦƻƭƭƻǿƛƴƎ ǾŀƭǳŜǎ ǎƘŀƭƭ ōŜ ƳŜŀǎǳǊŜŘ ŀƴŘ ǊŜŎƻǊŘŜŘΦ 
1. Fan RPM 
2. Motor voltage and amperes 
3. Static pressure entering the Fan 
4. Static pressure leaving the fan 
11.3.11 Static pressure entering and leaving the fan shall be measured as follows: 
ω {ǘŀǘƛŎ ǇǊŜǎǎǳǊŜ ǊŜŀŘƛƴƎǎ ƭŜŀǾƛƴƎ ǘƘŜ Ŧŀƴ ǎƘŀƭƭ ōŜ ǘŀƪŜƴ ŀǎ far as from the fan as is 
practical, but shall be before any restrictions in the duct (such as duct turns) 
ω bƻ ǊŜŀŘƛƴƎǎ ǎƘŀƭƭ ōŜ ǘŀƪŜƴ ŘƛǊŜŎǘƭȅ ŀǘ ǘƘŜ Ŧŀƴ ƻǳǘƭŜǘ ƻǊ ǘƘǊƻǳƎƘ ǘƘŜ ŦƭŜȄƛōƭŜ ŎƻƴƴŜŎǘƛƻƴ 
ω {ǘŀǘƛŎ ǇǊŜǎǎǳǊŜ ŜƴǘŜǊƛƴƎ ǘƘŜ Ŧŀƴ ǎƘŀƭƭ ōŜ ƳŜŀǎǳǊŜŘ ƛƴ ǘƘe inlet duct upstream of any 
flexible connection and downstream of any duct restriction. 
ω {ǘŀǘƛŎ ǇǊŜǎǎǳǊŜ ŜƴǘŜǊƛƴƎ ŀ ŘƻǳōƭŜ ƛƴƭŜǘ Ŧŀƴ ǎƘŀƭƭ ōŜ ƳŜŀǎǳǊŜŘ ǘƘǊƻǳƎƘ ǘƘŜ ǿŀƭƭ ƻŦ ǘƘŜ 
plenum, which houses the fan 
ω Lƴ ŀƭƭ ŎŀǎŜǎΣ ǘƘŜ ǊŜŀŘƛƴƎ ǎƘŀƭƭ ōŜ ǘŀƪŜƴ ǘƻ ǊŜǇǊesent as true a value as possible. True 
value is actual measured static pressure. 
 
 BALANCING AIR TERMINALS PROCEDURE 
 ω 5ŜǇŜƴŘƛƴƎ ǳǇƻƴ ƭƻŎŀǘƛƻƴ ŀƴŘ ŀŎŎŜǎǎ ǘƻ ŀƛǊ ǘŜǊƳƛƴŀƭǎΣ ǾŀǊƛƻǳǎ ǘȅǇŜǎ ƻŦ ŀƛǊŦƭƻǿ 
measuring instruments will be utilized to record the actual airflow at terminals. 
ω !ǎǎǳƳƛƴƎ ŀŘŜǉǳŀǘŜ ŀŎŎŜǎǎ ǇǊƻǾƛŘŜŘΣ ŀ ŘƛǊŜŎǘ ǊŜŀŘƛƴƎ ōŀlometer would be used which 
gives a direct reading of volume rather than velocity, which cancels out the need for 
effective grille areas, terminal configuration consideration and velocity corrections. 
ω LŦ ŀŎŎŜǎǎ ƛǎ ǊŜǎǘǊƛŎǘŜŘ ǘƘŜƴ ŀ ǊƻǘŀǘƛƴƎ ǾŀƴŜ ŀƴŜƳƻƳŜǘŜǊ ǎƘŀƭƭ ōŜ ǳǎŜŘ ŀƴŘ ǘƘŜ ǾŜƭƻŎƛǘȅ 
reading obtained would be converted to volume (velocity x free area = volume) and a 
comparison between the pitot traverse reading will be made to obtain a correction 
factor which would be incorporated to give a true velocity reading. 
ω !ƭǘŜǊƴŀǘƛǾŜƭȅΣ ǘƘŜ ŜŦŦective area provided by the register / grille manufacturer will be 
incorporated in the design velocity calculations. 
ω !ƛǊ ǉǳŀƴǘƛǘƛŜǎ ǎƘŀƭƭ ōŜ ƳŜŀǎǳǊŜŘ ŀŎŎƻǊŘƛƴƎ ǘƻ /L.{9 !ǇǇƭƛŎŀǘƛƻƴ DǳƛŘŜ оκуф {ǘŀƴŘŀǊŘǎΦ 
ω !ƴȅ Ƴŀƛƴ ōǊŀƴŎƘ Ƴŀȅ ōŜ ŎƘƻǎŜƴ ǘƻ ǎǘŀǊǘ ǿƛǘƘ ōǳǘ ŀs normal practice and having carried 
out a rough balance of main and sub-branches, start with the most remote branch and 
then sub-branch.  
ω [ƻŎŀǘŜ ǘƘŜ ǘŜǊƳƛƴŀƭΣ ǿƘƛŎƘ ƛǎ ŘƛǎŎƘŀǊƎƛƴƎ ǘƘŜ ƭƻǿŜǎǘ ǇŜǊŎŜƴǘŀƎŜ ƻŦ ƛǘǎ ŘŜǎƛƎƴ Ŧƭƻǿ ǊŀǘŜΦ 
This is generally the last terminal in the run. if not, adjust the damper in the last terminal 
unit until it is working with the same percentage as the lowest one previously measured. 
ω aŜŀǎǳǊŜ ǘƘŜ Ŧƭƻǿ ŦǊƻƳ ǘƘŜ ǘŜǊƳƛƴŀƭ ƴŜȄǘ ǘƻ ǘƘŜ ƛƴŘŜȄ ŀƴŘ ǿƻǊƪ ƻǳǘ ǘƘŜ ǇŜǊŎŜƴǘŀƎŜ 
flow as close as possible to that of the index. Fix the damper in position. 
ω wŜǇŜŀǘ ǘƘŜ ǇǊƻŎŜŘǳǊŜ ŦƻǊ ǘƘŜ ƴŜȄǘ ǘŜǊƳƛƴŀƭΣ ŀƎŀƛƴ ŎƻƳǇŀǊƛƴƎ ƛǘ ǿƛǘƘ ǘƘŜ ƛƴŘŜȄΦ 
ω !ǎ ǘƘŜ ŘŀƳǇŜǊǎ ŀǊŜ ŎƭƻǎŜŘ ŀƭƻƴƎ ǘƘŜ ǊǳƴΣ ƳƻǊŜ ŀƛǊ ǿƛƭƭ ōŜ ŘǊƛǾŜƴ ǘƻǿŀǊŘǎ ǘƘŜ 
downstream terminals and the volume of air discharged at the terminal index will rise. 
This does not affect the balancing procedure since each terminal being adjusted is 
related in turn with the index. 
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ω ²ƘŜƴ ŀƭƭ ǘƘŜ ǘŜǊƳƛƴŀƭǎ ƘŀǾŜ ōŜŜƴ ōŀƭŀƴŎŜŘ ƻƴ ŀ ǎǳō-branch, each terminal will be 
running with an equal percentage of the design flow rate, within the allowable 
tolerances. 
ω ¢ƘŜ Ŧƭƻǿ ǊŀǘŜǎ ŀǘ ŜŀŎƘ ǘŜǊƳƛƴŀƭ Ƴǳǎǘ ōŜ ƳŜŀǎǳǊŜŘ ŀƴŘ ǊŜŎƻǊŘŜŘΦ hƴŎŜ ŀƎŀƛƴ ŀ 
summation should be made to check that the total is in reasonable agreement with the 
measured sub branch flow. 
ω ¢Ŝǎǘ ǊŜǎǳƭǘǎ ǎƘŀƭƭ ōŜ ǊŜŎƻǊŘŜŘ ƛƴ ǘƘŜ ŀǇǇǊƻǾŜŘ ǘŜǎǘ ǎƘŜŜǘǎ ŀƴŘ ŘƻŎǳƳŜƴǘǎΦ 
 
 MECHANICAL AND ELECTRICAL 72-HOUR SYSTEMS ACCEPTANCE TEST : 
 
 ω ¢ƘŜ ǇǳǊǇƻǎŜ ƻŦ ǘƘŜ тн-hour systems test is to demonstrate that the overall system will 
function reliably and in accordance with the design documents. 
ω {ȅǎǘŜƳǎ ǘƘŀǘ ŀǊŜ ŎŀǇŀōƭŜ ƻŦ ǇǊƻŘǳŎƛƴƎ ǘǊŜƴŘ ƭƻƎǎ ŦƻǊ ŎƻƴǘǊƻƭ Ǉƻƛƴǘǎ ǎƘŀƭƭ ōŜ ǳǘƛƭƛȊŜŘ ǘƻ 
produce these logs to record the status of temperature, pressure, humidity, etc., during 
the test. The points to be monitored will be determined by Vendor and Client. 
ω ¢ƘŜ тн-hour test is a prerequisite to obtaining a notice of Substantial Completion for 
the mechanical, electrical, and control systems. Equipment and systems warranties shall 
begin with Substantial Completion and acceptance by Client. 
ω {ǳŎŎŜǎǎŦǳƭ ŎƻƳǇƭŜǘƛƻƴ ƻŦ ǘƘŜ тн-hour test is a prerequisite to obtaining a notice of 
Substantial Completion for the mechanical, electrical, and control systems. Equipment 
and systems warranties shall begin with Substantial Completion and acceptance by 
Client. 
ω !ƭƭ I±!/ ǎȅǎǘŜƳǎ ŀƴŘ ŀǎǎƻŎƛŀǘŜŘ ŎƻƴǘǊƻƭ ŀƴŘ ŀƭŀǊƳ ƛƴǘŜǊƭƻŎƪǎ ǎƘŀƭƭ ōŜ ƻǇŜǊŀǘŜŘ ŦƻǊ ŀ 
period of 72 consecutive hours. During the 72-hour period, all systems shall function in a 
completely automatic mode without any equipment shutdown of malfunction. All 
systems shall operate to maintain design sequences and conditions. 
ω !ƴȅ ǎȅǎǘŜƳ ǎƘǳǘŘƻǿƴΣ ƳŀƭŦǳƴŎǘƛƻƴΣ ƻǊ ŘŜǾƛŀǘƛƻƴ ŦǊƻƳ ŘŜǎƛƎƴ ǎŜǉǳŜƴŎŜǎ ŘǳǊƛƴƎ ǘƘŜ тн-
hour test will be cause to discontinue the test and restart after faults are corrected. 
Client will determine if a failure is severe enough to discontinue the test. 
 
PROFORMA FOR TEST RESULTS & NOTES ON TEST INSTRUMENTS AND CAPACITY 
COMPUTATIONS 
S.No  Item Test Results 

1. Ambient conditions: D.B.Temp ------ deg C, W.B.Temp ----- deg C, % RH-------- 

2. Motors: R.P.M------, Voltage ----- Voltage, Current ---- amps 

3. Fresh air intakes Face area: --- -Sq.m, Air quantity ---- Cu.m/min 

4. Room conditions at the working plane Temperature 

5. (No. of readings shall be taken and D.B. -deg C  averaged out),   

6. W.B.--- -deg C, Noise Level------ dB 

A. Test Instruments 
1. All instruments for testing shall be provided by the air conditioning contract. 

2. Thermometers used for measurement of temperature of water/ refrigerant shall 

have graduation of 0.1 deg C and shall be got calibrated from N.P.L. or any 

recognized 
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3. test house before hand 

4. Thermometers used in the psychrometers shall have graduations of 0.2 deg C and 

shall be calibrated as at (2) above. 

5. If due to any reason, internal load mentioned in the tender specifications is not 

available psychometric computations for actual load conditions will be done and 

the plant, if found satisfactory will be accepted. 

  
  9.0.  INSPECTION AND TESTING 
  

Inspection and testing of equipment and whole system shall be carried out by the 
contractor as specified above. No extra cost shall be paid to the contractor. 
Contractor shall include this cost also in his quoted rates of individual items. All 
instruments & items required for testing shall be arranged by the contractor. 

 
 10.0. BALANCING 
  
 The air distribution system shall be tested and balanced as specified above so that the 

requisite temperature and air flow are maintained throughout the space to be air-
conditioned or ventilated. No extra cost shall be paid to the contractor. Contractor 
shall include this cost also in his quoted rates of individual items. All instruments & 
items required for testing shall be arranged by the contractor. Splitter damper and 
VCD adjustments shall be permanently marked after air balancing is complete so that 
these can be restored to their correct position if disturbed at any time. 

 
 
9.9 MOTOR CONTROL CENTRE: 

 

The 415 V, 50Hrtz, 3 Phase Motor Control Centre made out of 12 SWG CRCA steel with 

L&T/Siemens/ ABB/Schneider components for the following feeders. The MCC shall be 

fabricated as per latest ISS and IE rules. The ratings of the switches/MCCBs as specified for 

each feeder below shall be suitable to the rating of the drive(pump/ blower) provided and shall 

be subjected to the approval of the department. 

For MCC: 

a.  __ TPN SDFU incomer ï 1 No 

b. __ HP star delta starter with MCCB for pumps - 2  Nos. 

c. __ HP star delta starter with MCCB for all blowers - 1  Nos.  

d. ---LED type RYB indication lamps on line side of Incomer with MCB ï 1set 

e.----Trivector meter with Ethernet & RS485 connectivity of secure/Enercon make on the 

outgoing side of Incomer with MCB protection ï 1Set 

f. --- Electronic hooter for each blower unit wired for a set of pumps & low level in tanks. 

 

Only SFU, indication lamps, push buttons and Hooters shall be mounted on the door. All 

other components shall be housed within the cubicle. 
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Note: All the motor feeders shall be provided with Local / Remote Selector Switch (two pole), 

Local ON/OFF push buttons, ON/OFF/ TRIP LED type indication lamps, required contactor 

with Motor Protection Relay(Make L&T /Siemens/Schneider) offering Over load, single 

phasing, dry run prevention(under current), phase reversal, phase unbalance protections etc 

with required wiring  up to the terminal block for ON/OFF from push button stations, contacts 

for dry run prevention from level switch etc.  

 

Wiring shall also be carried out for remote switching from PLC with L/R switch in Remote 

position and for providing potential free contacts for remote indication of ON / OFF, overload 

trip and L/R switch position at PLC panel.  

Interlocking between the blowers and set of pumps of a particular scrubber unit (1working+1 

standby) shall be provided. 

Wiring shall be carried out with L/R switch in Local position for starting the motor either 

from MCC or from the local push button station. 

Hooters located on MCC should ring when the level of scrubbing liquid is either higher or 

lower than acceptable limit. Pump of a particular scrubber unit wherein the level is high/low 

should be wired from level switch mounted in scrubber liquid for auto OFF and for dry run 

prevention. Level switch is part of this contract. 

The Motor control centre shall be free standing, dead front, sheet steel enclosed type, vermin 

and dust proof construction suitable for installation in dusty/humid atmosphere. The 

equipment shall be suitable for use in 415 V + 6% 3 phase 4 wire system having a 

symmetrical short circuit rating of 30 KA. The basic features of design and construction shall 

be as generally specified below. 

The board shall be of modular construction, vertically divided and shall be fabricated with 12 

SWG sheet steel all through the panel and 3mm thick for gland plate. For individual feeder 

sections, bus bar chambers, cable chambers segregated compartments shall be provided with 

separate doors hinged to the mainframe work. All the doors, top and back covers shall be held 

securely by using suitable gaskets. 

The construction of panel shall be such that it can be readily extended on both sides for 

additional feeders. For extension of bus bars and other wiring suitable openings shall be 

provided and removable plates shall cover these openings.  

Cable entry to the board shall be generally from the top. However provision shall be made to 

permit bottom entry of cables. (During drawing approval actual position will be indicated) 

Separate cable compartments shall be provided for the boards with terminals extended to the 

cable compartments for easy termination of cables.  

Segregated compartment shall be provided for each feeder and shall be fully self contained 

with circuit elements. The feeder section shall be arranged in tier formation with only 

operating devices of circuit isolation, ON/OFF indicators, meters etc mounted on the panel 

door 

Suitable shrouds shall be provided in the feeder compartment to cover all the live parts to 

avoid accidental touch when the compartment door is opened for inspection/maintenance. 

Caution boards shall be provided on front and back of the board indicating the working 

voltage. 
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All bus bar chambers and cable chambers shall be clearly identified with suitable nameplates 

embossed on aluminum strips. 

All feeders shall be identified by painting after the feeders are connected to the respective 

loads. Incoming chamber shall be painted outside with red colour as per IE rules.  

The maximum operating height of the panel shall not be more than 1800 mm and no feeder 

shall be provided below 300 mm  

The panel shall be painted with one coat of epoxy corrosion proof red oxide paint & 2 coats of 

Polyurethene paint(Berger/Asian Paints) both inside and out side with approved color shade. 

Before painting all the metal parts shall be subjected to seven tank pretreatment processes. 

The main bus bars shall be electrolytic grade Copper, 3 phase and neutral, continuously rated 

for the specified current and shall be fully insulated with insulated heat shrinkable sleeves.  

The bus bars shall be color coded with proper color sleeves or with suitable color bands if 

black sleeves are used.  

The bus bar conductors and epoxy supports shall be suitably selected to with stand the 

electrical and mechanical stresses due to short circuits.  

The bus bar chamber shall have screwed removable cover. The bus bars shall be so arranged 

that any bus bar can be easily approached for maintenance without dislocating the other bus 

bar  

The bus bar chamber shall be adequately ventilated. The connection between bus bars and 

terminals of feeder switches shall be properly shrouded so that no live part is exposed. 

The spacing between phases and phase to earth of bus bars shall be as per ISS (minimum 

25mm for Ph-N and minimum 35mm for Ph-Ph). 

All the feeders shall be interlocked type such that the feeder door cannot be opened when the 

feeder is in ON position. 

Make of the components shall be strictly as per specification.  

MCC shall be provided with 2 spare feeders, .safety charts, danger boards, first aid box, 

rubber mats, rubber gloves, etc. 

 

9.10     MISCELLANEOUS ELECTRICALS:  

 

9.10.1 CABLING WORK: 

 

Cabling shall be done in accordance with IS 1255. The work shall be carried out in 

accordance with specification of Indian Electricity Rules as amended up to date and local 

Municipal Bye-Laws. The power wiring system shall be suitable for 415V, 3 phase, 50 cycles, 

4 wire supply. Special care shall be taken to ensure that cables are not damaged at bends. The 

radius of bends shall not be less than minimum specified by the manufacturer to ensure that 

no undue stress is caused to cable. Where cables pass through pipes, PVC/Neoprene rubber 

bushes shall be provided at the ends. Where cables pass through floors or walls, pipe inserts 

shall be provided and opening shall be sealed. Cables shall terminated using weather proof 

double compression brass nickel plated cable glands and tinned copper crimped lugs shall be 

provided. Conduits, where used, shall be of heavy gauge PVC. Metal saddles of approved 

type shall be used for fixing conduits on surface. Bends and elbows shall be of inspection type 
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where required. All joints shall be water tight. Conduits shall be secured to the switches, 

junction boxes etc., by threaded Couplers. Flexible PVC conduits shall be used for 

connections with vibrating equipment. Suitable means to isolate each motor in case of 

emergency shall be provided as per IS:900. 

 

 

9.10.2  EARTHING WORK: 

 

The earthing shall be done with 25 X 3 mm GI flat laid in open fashion with necessary clamps 

, screws and interlinks etc. The main panel shall be connected to the main earthing stations by 

means of G.I. Strips as per Indian electricity rules and IS: 3043 ï 1987. All electrical 

equipment shall be provided with two separate earth connections. The current carrying 

capacity of earth conductors shall be as per IS: 3043-1987.All earthing connections shall be 

visible for periodical checking. 

 

 

9.10.3 CABLE TRAY: 

 

The perforated ladder type cable tray shall be fabricated from 2.0 mm steel and shall be dip 

galvanized. The tray shall incorporate required vertical bends, horizontal bends and inside 

bends. The width shall be selected to suit the requirement of the cables being supported.For 

cable-tray suitable MS supports shall be spaced such that maximum unsupported span remains 

generally not more than 500 mm or, as per site-conditions subject to approval by the 

Engineer-in-Charge.  Cable tray will be supplied & erected, in complete shape along-with MS 

supports, necessary hardware, grouting works, etc., Cabling route shall be finally decided in 

consultation with Engineer-in-charge of NFC during erection stage. 

 

 

11. DATA TO BE FURNISHED BY THE CONTRACTOR AFTER THE  AWARD OF CONTRACT 

 

1. List of drawings and documents to be submitted for review, approval and 
information with scheduled submission dates 

  
2. Quality Assurance Plan (QAP) 
  
3. Dimensioned general arrangement drawing showing all diffusers, grilles, 

dampers,  plenums, hoods, access doors, flexible connections and all other 
accessories. Duct supports and transverse joint locations shall be marked on the 
drawing. 

  

4. Fabrication drawings for duct showing duct support and guide vane details. 
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5. Cross-sectional drawings of volume control dampers, with part list, materials of 
construction and installation details 
 

  
6 Complete test reports  and air balance report shall be submitted for scrutiny 

and approval.. 
  
7 Operation and maintenance manuals of individual equipment and as system as 

whole along with drawings, test certificates etc, shall be submitted after 
completion of entire job.  

 
 
12.0  Information to be furnished with the tender 
 
12.1  The tenderer shall submit the relevant literature/leaflets/catalogues in respect of the 
material etc., offered for enabling the purchaser to assess the offers. 
 
13.0  Scope of supply by successful tenderer 
 
13.1 The successful tenderer shall supply all equipment and materials described in this 

tender with such modifications and additions/deletions etc., as are mutually agreed 
upon. 

 
 
13.2  Drawings & instruction manuals 
 
 After getting approval of the drawings by the Department, three sets of the following shall 
be supplied by the contractor before commencement of the work at site  
 

i) Approved drawings. 
ii) Certified test-certificates in respect of various materials. 

 
14.0  PREDESPATCH  INSPECTION AND TESTINGS 
 
14.1 Routine and type tests or, any other relevant test(s) in respect of the various items of 

ŜǉǳƛǇƳŜƴǘκƳŀǘŜǊƛŀƭǎ ǎƘŀƭƭ ōŜ ŎƻƴŘǳŎǘŜŘκǇŜǊŦƻǊƳŜŘ ŀǘ ǘƘŜ ŎƻƴǘǊŀŎǘƻǊǎκǎǳǇǇƭƛŜǊǎΩ 
works before effecting dispatch to site.  The tests shall be conducted in presence of 
the departmental representative, if so desired by the department.  The contractor 
shall, therefore, be required to give prior intimation well in advance to the 
department of his intention of carrying out such tests. 

 
            The following parameters shall be tested   at manufacturers work for air washer and 
fans: 

a) Run Rest of Blowers/fans, Nominal cooling capacity  
b) Verification of Test certificates of individual components. 
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14.2 The following items can be delivered to site directly after submission of test certificate 
and approval regarding material and performance as per relevant standards and as 
specified in the Tender document. 

i)  Cable 
ii) MCB/DB 
iii) Earthing/cable trays 
iv) Small motors 
v) Dampers 
vi) Gasket 
vii) All SS & MS hardware 

 
15.0  Installation, testing & commissioning 
 
15.1 The successful tenderer will be responsible for providing all necessary tools, tackles 

and instruments required for execution and testing of the plant and equipment. 
15.2 Trial-run/performance tests, etc., for the system shall be conducted by the contractor 

after completion of erection work as specified.  In case, the work does not meet the 
intent of the specification, the same will be made good by the contractor so as to 
meet the specified duty. 

 
15.3 The various readings shall be taken (and results computed) by the contractor during 

the performance tests of the system . 
 
15.4 On completion of the work, the contractor shall furnish the following immediately. 

i) CƛǾŜ όрύ ǎŜǘǎ ƻŦ ά!ǎ ŜȄŜŎǳǘŜŘ ŘǊŀǿƛƴƎǎέ ŀƭƻƴƎ ǿƛǘƘ ǘǊŀŎƛƴƎ ƛƴ ƛƴƪ. 
ii) Five (5) sets of test-result sheet. 
iii) Operation and maintenance manuals 

 
 
16.0  Validity 
16.1 The tender should be kept valid for acceptance for a minimum period of 90 (ninety) 

days from the date of tender opening. 
 
17.0  Guarantee 
 

The entire installation shall be guaranteed by the contractor for a period of twelve 
(12) months from the date of completion & handing over in all respects against any 
defect in design, manufacture/workmanship.  
 

18.0. Variation 
 

The purchaser (Department) may increase or, decrease the quantity of any item or, 
delete the item altogether and final order value will be on the basis of the unit price 
quotation. 

 
In case of variation in quantities of any item(s) of the work order, the payment shall 
be made on the actual measurement basis. 
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19.0.  Special Notes  
 

All security and safety rues applicable time to time in NFC shall be strictly followed by 
the contractor with out fail. Violations of safety and security rules shall be viewed 
seriously and penalty will be imposed for such violations. 

 
Persons engaged shall be healthy and fit to work at height. Medical certificate to this 
extent shall be furnished before commencement of work. 

 
Generally work has to be done in general shifts by engaging required manpower. But 
to meet target of completion, contractor can work in holidays and beyond general 
shift hours with prior written permission. 
 
Continuous supervising from contractor side is required for this work. So contractor is 
required to depute one qualified supervisor exclusively for this job. 
 
All works required for successful completion of job such as 
bending/folding/welding/civil works etc. are also in the scope of the contractor. 
 
Contractor shall consider all above points while quoting. 
 
 
20.0. Prices and delivery 

 
The prices for supply and erection shall be separately quoted as unit prices for 
equipment/materials supplied and lumpsum prices for services rendered (where 
ŀǇǇƭƛŎŀōƭŜύ ǎǘǊƛŎǘƭȅ ƻƴ ǘƘŜ ǇǊŜǎŎǊƛōŜŘ ǇǊƻŦƻǊƳŀ ǳƴŘŜǊ ά{ŎƘŜŘǳƭŜ ƻŦ vǳŀƴǘƛǘƛŜǎέΦ  ¢ƘŜ 
priŎŜǎ ǎƘƻǳƭŘ ōŜ CΦhΦwΦ ǎƛǘŜ ŀƴŘ ΨŦƛǊƳΩ όƛƴŎƭǳǎƛǾŜ ƻŦ ŀƭƭ ǘŀȄŜǎκŘǳǘƛŜǎ ϧ ƭŜǾƛŜǎ ŜǘŎΦύΦ    ¢ƘŜ 
materials shall be securely packed for transport up to destination at site. 

 
The purchaser (Department) may increase or, decrease the quantity of any item or, 
delete the item altogether and final order value will be on the basis of the unit price 
quotation. 

 
In case of variation in quantities of any item(s) of the work order, the payment shall 
be made on the actual measurement basis. 

 
21.        Painting: 

 
As mentioned earlier, all exposed metallic surfaces are to be treated/protected with 
appropriate anti-corrosion treatment. 

Wherever 2 coats epoxy paint is called, it always means 2 coats of epoxy finish paint 
only.  At all places, 2  coats epoxy finish paint shall be coated over 2 coats of epoxy red 
oxide zinc-chromate  primer, using appropriate thinner (including surface preparation 
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& cleaning).   Epoxy paint shall  be of standard make with the consent/approval of the 
department. 

22.    !ǇǇǊƻǾŜŘ ƭƛǎǘ ƻŦ ϦΨƳŀƪŜǎΩ ƻŦ ǾŀǊƛƻǳǎ ŜǉǳƛǇƳŜƴǘǎ ϧ ŎƻƳǇƻƴŜƴǘǎ ŀƴŘ ƳŀǘŜǊƛŀƭǎΥ ό 
 Contractor has to supply/use following approved makes only) 
   

LIST OF APPROVED MAKES 

(Only following makes are acceptable if they conform to the specifications) 
 

 Description of Item Approved Makes 
   

 Fans  

 Centrifugal Fan  

 Flakt/Nadi/Accel,  TWIN CITY FANS, KRUGER, NICOTRA, 
CHICAGO FANS, COMFRI, MAICO, GREENHECK, REITZ, TLT 
TURBO, TLT BOBCOCK, VIRANTIS, WOLTER, ZIEHL-ABEGG 

    
   

 AIR WASHING UNIT   

 Pumps 

JOHNSON PUMPS-SPX FLOW, PROCESS PUMPS INDIA, 
CHEMFLO-AKAY PUMPS, KISHORE PUMPS, FLODYNE 
PUMPS, FLOW CHEM ENGG, KSB, KIRLOSKAR. 

 Mist eliminator Munters or equivalent 

 Cooling wetted pads 
Celdek model Munters Make, Ecocool model Desiccant rotors 
international ltd Make 

 Electrical Equipment  

 
Electrical Panel Board/ Motor 
Control Tricolite/ Triton/ Vidyut Control Pvt. 

 Centre (Powder Coated) Ltd./ Advance panel/ Advance Power/ 

  
Khokar/ Loha/load controls / Venkateshwara or equivalent 
make approved by EIC 

 Electric Motor (TEFC) Siemens/ Crompton/ Kirloskar/ ABB/ 
  BharatBijli 
 Starters/ Switch gear Siemens/ L&T/ Group Schneider 
  (MG) France 

 
Miniature Circuit Breaker 
(MCB) Siemens/ MDS Legrand/ Hager 

  (L&T) 

 
Moulded Case Circuit breaker 
(MCCB) Siemens/ L&T/ GE Power/ Group 

  Schneider (MG)NS 
 Air Circuit Breaker (ACB) Siemens/ L&T/ GE Power/ Group 
  Schneider (MG)NW 
 Push Button Starter Siemens/ L&T/Group Schneider 
  (MG) 
 Auxiliary Relays/ Contactors Siemens/ L&T/ Group Schneider 
  (MG) France 
 Line Type Fuse Siemens/ L&T/GE 
 Timer Siemens/ L&T/GE 
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 Description of Item Approved Makes 
   

 Terminal Block Elmax 
 Voltmeter/ Ammeter (Digital) Automatic Electric/ L&T/ Siemens / 
  Enercon 

 
Indicating Lamps (LED Type)/ 
Push Siemens/ L&T/ Vashnio 
 Button  

 
Single Phase Preventor (Current 
Base) L&T/ Minlec 

 
Overload Relays with built in 
single L&T/ Minlec/Siemens/Group 
 phase preventer Schneider (MG) France 

 
Selector Switches/ Toggle 
Switch Siemens/ L&T/ Kaycee 
 Change over switch Siemens/ L&T/ HH Elcon/ HPL- 
  Socomech 
 Protection Relay Alstom/ L&T/ Siemens 
   

 Cables & Accessories  

   

 Control Cables Batra Henly/ Skytone/ Universal/ 
  Delton/KEI 
 XLPE / PVC Insulated Aluminium Skytone/ Universal/ 

 
Conductor Armoured Power 
Cables Delton/NICCO/RPG Asian/KEI 

 
PVC Insulated Copper 
Conductor Finolex/ National Cables - NC/ 
 Stranded Flexible Wires polycab/ Skytone 
 PVC Conduit & Accessories (ISI BEC/ Precision/ D Plast/ Polypack 
 Approved)  

 Ducting & Grilles  

 

GI/MS sheets 
Sail / Nippon / National/ 

 Jindal/Lloyds 

 Grilles/ Diffusers 

WATERLOO-RAVISTAR/ CARRYAIRE/ DURATECH/ 
THERMOTECH/ACROVENTS/ DYNACRAFT/  AIRMASTER, 
COSMOS,/OPELLA 

 Fire Dampers Caryaire/ Ravistar / Airflow/Airmaster/cosmos 
 Canvas connection Arma duct/Climatech 
  
Anchor fastners Cannon/Hilti/ Fisher 
Vibration Isolator Resistoflex/ Dunlop 
Welding Rods Advani/Victor 

 ( oven dried before use ) 
V belt Dunlop/Fenner/Hilton 
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PREAMBLE TO SCHEDULE OF QUANTITIES 

 

1.0   The scope of work involved   "Supply, Installation, Testing and Commissioning of 

     Washed Air Supply System along with ducting &  

    respective fittings at NUOFP(P),  NFC, Hyderabad.” 

  

2.0 The tenderers shall note that drawings attached to the tender are preliminary only 

and site visit may be done in the interest of contractor, which is meant to give an 

idea of the nature of work involved. The tenderers are advised in their own interest 

to visit the proposed site of work to acquaint themselves with the site and the 

working conditions. Successful tenderer shall submit clear engineering drawings 

containing specifications, design details, material MOC, elevation and dimension 

details etc. for all items and works for approval of Engineer-In-Charge. 

Work/fabrication shall be started only after getting approval of 

drawings/specification from Engineer-In-Charge. 

 

3.0 The tenderers shall carefully go through the clauses in the notice inviting tenders, 

Tender and contract, General Rules and directions, conditions of contract, clauses of 

contract, safety code, model rules for Labour Regulations, etc. and special 

instructions to the tenderers as also specifications and shall include, in their rates, 

any sum they consider necessary for the fulfillment of the various clauses contained 

therein. The items of work and unit rates quoted in the schedule of quantities shall 

be inclusive of everything necessary to complete the said items of work within the 

contemplation of the contract and the rates may be quoted accordingly. No extra 

payment beyond the quoted unit rates shall be allowed for incidental or contingent 

work, labour, materials or plant unless the exclusions are specifically brought out in 

schedule of quantities.  

 

4.0 The rates quoted by the tenderer shall also include for the following: 

 

4.1 Necessary care and precaution against damage/theft to equipment/materials, if any. 

 

4.2 Safe custody and storage of materials at site.  

 

4.3 Transportation of all required material to site, transit insurance, unloading  and 

protection of materials including complying with all safety & security requirements 

for storing the materials if any.   

 

4.4 Accommodation of contractorôs staff 

 

4.5 Protecting of all supplied/ installed equipments in the area of work falling within the 

scope of the contract. 
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4.6 Providing approaches required for conveying and spreading the excavated materials 

disposing of spoils, etc., including crossing over the existing drains, nullahs, etc, if 

required. 

 

4.7 Providing scaffolding for height jobs.  

 

4.8 The payment of minimum wages as notified by the State/Central Government and 

implementation of all regulations under contract Labour (Regulations and 

Abolitions) Act 1970 (Central) and Central Rules 1971 and the rules and orders 

issued there under from time to time as amended up to date. Necessary books of 

account and other document for the purpose of these conditions as may be necessary 

and shall allow inspection the same allowed by a duly authorized representative of 

Government and further such other information/document as the Engineer-in-charge 

may require. 

 

4.9 For enforcement of the building and other construction workers (Regulations 

Employment & Conditions of Service) Act 1996 and building and other Construct 

Workers (RE & CS) Central Rules 1998. 

 

4.10 All wastages and taxes including seigniorage tax, educational cess, VAT/turnover 

service tax, labour welfare cess etc., as applicable time to time. 

 

4.11 Double handling of construction materials and machinery, if any, due to non-

availability of space near the site.  

 

4.12 Cost of construction power and water required for the work as stipulated elsewhere.  

 

5.0 Following all the safety and security rules and regulations as required by the 

Department including deploying supervisor exclusively for safety.    

 

(i) While execution of job/any activities, if there is any deficiency in safety/lack 

of safety or inadequate supervision is found, contactor is liable to penalize as 

per discretion of Engineer-in-charge. Any accident, if takes place, will attract 

heavy penalty.    

(ii) Non deployment of safety supervisor at site will be charged as per rules. 

(iii) Minimum quantity of PPE proposed to be brought to site for use for 

implementation at site.  

(iv) Delay in progress of work/completion of work in the effort of complying of 

safety whatsoever pertaining to it will not be considered as a genuine 

reason/cause for extent of time/or any other financial implications.  

(v) Record of safety compliance to maintained.  

(vi) Contractor shall follow best engineering practices and shall deploy well 

experienced rigger at the time of erection of  air handling units, condensing 

units ,ducting etc. 
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6.0 Police verification certificate regarding character and antecedents shall be taken for 

all labors engaged in the work from the police station where the person resides. 

Entry passes will be issued only on submission of police verification certificate. 

 

7.0    Contractor shall submit medical fitness certificate for all laborers engaged in the work 

from a recognized/registered M.B.B.S doctor. Prescribed charges for obtaining 

police verification certificate and medical fitness certificate shall be paid by the 

contractor. Contractor shall arrange ESI all laborers engaged in the work and 

prescribed charges for arranging ESI shall be paid by the contractor. 

 

8.0 Contractor shall follow and plan the works to meet the policies of NFC in line      

with ISO 9001, ISO 14001 & 18001. 

 

9.0 Contractor shall follow all safety & security rules applicable to NFC time to time. 

No relaxation will be permitted.  

 

10.0 Procurement source and makes for the all required equipment/material materials 

shall be got approved from the Department well in advance before initiating 

procurement along with relevant drawings and other records. 

 

11.0 Provided that where any provision of the specification is repugnant to or at variance 

unless a different intension appears, the provision of the schedule of quantities shall 

be deemed to override the provision of the specifications and shall to the extent of 

such repugnance or variation prevail.  

   

12.0  Agency and methodology for executing the specialized items shall be got approved 

from the Department before fixing the agency for such items.  

 

13.0 The installation/equipment supplied and erected by contractor shall be guaranteed 

for 12 (Twelve) months from the date of completion and handing over against any 

manufacturing defects or bad workmanship. Security deposit will be released to the 

contractor only after successful completion of guarantee period. 

 

14.0 Contractor shall submit the tender document in full by filling the required data and 

signing all the pages of tender document. Required EMD shall be accompanied the 

tender document. In complete tenders shall not be accepted. 

 

15.0 The terms of payment will be as per Departmental payment terms and conditions as 

indicated below. 

 For Supply  

90 % of supply value will be paid after completion of erection of the material. 

10 % supply value will be paid after commissioning of the supplied material. 

 

For Erection 

90 % of the erection value will be paid after completion of erection. 
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10 % of the erection value will be paid after commissioning 

  

16.0      NFC Policy ï Quality, Environment and Occupational Health & Safety   

      Policy  

We manufacture and supply 

 

Fuel assemblies, core structural components and sub-assemblies for nuclear power 

reactors 

Stainless steel/special alloy seamless tubes and high purity materials for various 

industries.  

We are committed to  

 

Quality requirements of customers, 

Prevention of pollution 

Provide health safe and conducive working environment to employees 

Comply with the applicable statutory requirements 

We strive to continually improve Quality, Environment and Occupational Health & 

Safety performance through technological & administrative measures and by 

enhancing awareness among employees.   
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GOVERNMENT OF INDIA 
DEPARTMENT OF ATOMIC ENERGY 

NUCLEAR FUEL COMPLEX 
 

Tender Notice No: E/537/2017 

 

Name of the work 

 

"Supply, Installation, Testing and Commissioning of Washed Air Supply 

System along with ducting & respective fittings at NUOFP(P),  NFC, 

Hyderabad.” 

 

ITEM RATE  BID 

 

 

 

 
 

Electrical Projects (Ventilation), 2nd Floor, Sarathi Building, 
ECIL Post, Hyderabad – 500 062. 
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SCHEDULE OF QUANTITIES 

NAME OF THE WORK: " Revamping of Air washing system at Grinding section of NUOFP(P)  & 

Standby Air washing Unit at UOP well area, NFC, Hyd” 

S.No Item Description Qty Unit 
Supply  

(Rs) 
Erection   

(Rs) 
Amount   

(Rs) 
1 Supply, Installation, testing and 

commissioning of 75,000 CMH, 
100mm WC  modular spray type 
evaporative Air Cooling Systems 
in Double  Skined Construction 
with MOC  Aluminium powder 
coated Sheeting along with  
discharge side multi blade type 
of damper with rubber seating 
for minimum leakage comprising 
of following 1)Externally 
Mounted on RCC pedestal Fan 
Section with Floor Standing 
Backward Curved SISW 
Centrifugal Fan with speed not 
exceeding 1000 RPM, TEFC 
Squirrel Cage Induction Motor 
(The Blower Motor shall be 
suitable for operation on spl 
EFF1, 415±10% V, 50 Hz, 3 phase 
AC Power Supply) Belt Drive 
Package with tapper lock pulleys 
& V-Belts, mounted on Common 
Base frame with Cushy foot 
mounts. 2) 1.6 mm 
G.I/Aluminium louvers powder 
coated  3) Filter section shall be 
complete with suitable HDPE 
pre-filters mounted  by Sliding in  
Aluminium Channels (powder 
coated)  for ease of removal and 
cleaning by the user. 4) 
Centrifugal pumps (2 sets) along 
with suitable three phase 
induction motors, strainers, 
suction and discharge slim seal 
butterfly valves, associated GI 
class B pipe coupling, guard and, 
dry run preventer circuit along 
with necessary instrumentation. 
5) The Evaporative cooling 
Section complete with double 
bank GI spray headers with SS 
spray nozzles (Spraying systems 
or chemtrol samil) , water 
Distribution System complete 
with GI/FRP/PVC Spray Headers, 

2 Nos    
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Float Valve, Overflow & Drain 
Connections and GI piping as 
required. 6) SS 304 sump of 
requisite capacity along with 
float valve, quick fill makeup 
connections, drain connections, 
low level sound alarm and 
indication lamp. Unit shall be 
complete as per specifications 
and standard industrial practices 
with Inspection Door. The 
efficiency of each Air washer 
shall not be less than 90%.  

2 Supply, Installation, Testing & 
Commissioning of star delta 
starter panel/MCBDB with 
required rating of SFU for 
isolation, relays, contactors, on 
off push buttons, internal wiring, 
single phase preventer, 
ON/OFF/TRIP indication lamps 
suitable for all drives of air 
washing unit above at S.No:1.  
Complete unit shall be 
assembled in a cabinet as per 
industry standard. Cost shall 
include the supporting angle 
frame for mounting on 
wall/floor.  
 

2 Nos    

3 Supply, Installation, Testing & 
Commissioning of BIS Certified 
FRLS, PVC insulated Armoured 
Copper Power Cable of suitable 
rating/size for centrifugal fan of 
air washers above at sl.no.1. 
 

100 RMT    

4 Supply, Installation, Testing & 
Commissioning of BIS Certified 
FRLS, PVC insulated Armoured 
Copper Power Cable of suitable 
rating/size for pumps of air 
washer above.  

100 RMT    

5 Supply, Installation, Testing & 
Commissioning of BIS Certified 
FRLS, PVC insulated Armoured 
Copper Power Cable of suitable 
rating/size for giving incoming 
supply to control panel above at 
S.No:2 from nearby source.  

200 RMT    

6 Supply, Installation and Testing 
of BIS certified PVC insulated 

200 RMT    
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Armoured FRLS copper control 
cable of suitable rating/size 
interconnecting the control 
panel and fan/pumps. 

7 Supply & Installation of cable 
terminations including lugs, 
crimping and terminations 
identifying labels duly clamped 
etc.  for Control panel,  motors 
of pumps and fan of air washing 
system above at S.No:1. 

2 Lot    

8
 Aluminum SA grills/diffusers: 

Supply, Erection and testing of 4 
way Aluminum SA grills/diffusers 
Powder coated not less than 0.8 
mm thick along with all 
necessary hardware complete in 
all respect and matching to the 
GI ducting with proper leveling 
along with volume control 
dampers & flange as per the 
specifications given in the tender 
document. These grills with VCD 
shall be fixed in the supply air 
ducting. 
 

20 Sqmt    

9 Supply and erection of HDPE 
water Tank of 2KL capacity. This 
tank is required for storing the 
water required for air washer  at 
S.No:1. The tank has to be erected 
on roof top near the air Washer.  
Providing required float valve in 
the tank is also in the scope of the 
Contractor. Make shall be Sintex. 

 

1 No    

10 Supply, fabrication and laying of 
2'' G.I pipe with required fittings. 
This G.I line shall be laid 
between nearby water source 
point and tank for storing the 
water and between tank and Air 
washer for supplying water to 
Air washer. Necessary fittings 
like elbows, couplings, nipples, 
dummies, float valve, valves etc. 
required for laying the water line 
is in the scope of the contractor. 
Line shall be laid /erected by 
joining the pipe and pipe fittings 
with threading. Line shall be 
erected according to site 

70 RMT    
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requirement with all necessary 
fitting/valves.  

11 Supply and installation of cable 
trays and support, perforated 
type 14G thick cable tray made 
out of sheet steel folded to 
required shape with adequate 
number of supports of 150 mm 
width with support structure for 
entire cable laying. 

150 RMT    

12 Supply &Installation of earthling 
: 25 x 3 mm GI flat for drives 

150 RMT    

13  RCC: Design and providing of 
RCC foundation for centrifugal 
fans, centrifugal pumps, 
pedestal for the scrubbers, tanks 
etc. The RCC specifications are 
as follows.  RCC of grade M 20 
including and using 20 mm 
maximum size graded aggregate 
using river sand and 43/53 grade 
cement, shuttering, scaffolding 
as required, with steel bars of 
TMT of FE 415, fabrication and 
tying of Bars not less than 80 
Kg/cum with 18 gage binding 
wire, earth work excavation of 
required size in all types of soil 
including soft and hard rocks if 
any, refilling the excavated earth 
after foundation is casted 
consolidation finishing curing 
disposing unserviceable 
material, finishing, mud mat 
concrete of 1:4:8 of 100 mm 
thick complete providing 
necessary pockets and grouting 
using non shrink grouts after 
equipment grouting wherever 
necessary, and complete the job 
in all respect. 
 

3.5 CuM    

14 Supply, Fabrication, Erection and 
testing of GI ducting of minimum 
20  guage as per IS 655 and IS 
277 for supply and exhaust air 
systems as per the specifications 
given in the tender document. 
The flanges and supporting shall 
be as per IS 655.  All the GI 
ducting should be hanged from 
walls/ beams/roof with the help 

250 Sqmt    
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of MS angles/ tie rods as 
mentioned in the tender 
document. The cost of duct 
supports shall be included in the 
cost indicated for ducts. All the 
duct supports should have two 
coats of primer and black 
enamel paint after necessary 
anti rust treatment. Necessary 
gasket is also in the scope of 
contractor. Leakages in the ducts 
shall be as per standards. The 
necessary MS support & civil 
grouting for the support is 
included in the scope of work. 
Ducting shall be made in circular 
or square shape as per the site 
requirement.  
 

15 Supporting structure: Supply, 
fabrication and erection of M.S. 
supporting structure for 
supports/stands etc as per 
requirement.. All the members 
of supporting structure should 
have two coats of primer and 
black enamel painting after 
necessary anti rust treatment. 
The entire supporting structure 
should be finally painted with 
special anti corrosive painting. 
MS supporting structure shall be 
quoted with two coats of Epoxy 
paint after proper treatment and 
two coats of primer as per the 
specifications given in the tender 
document.  Necessary civil 
works, welding, cutting, grinding 
etc. and any other material 
required for smooth & perfect 
completion of job also in the 
scope of the contract. In 
addition to supports/stands, this 
item shall be used for 
making/fabricating the platform 
and other requirements raised 
during the course of work.  
 

750 Kg    

16 Design, Fabrication, Supply, 
installation, testing and 
commissioning of MS gravity 
dampers/Volume control 

7 Sqmt    



72 

 

 

Note:  The above quoted value is exclusive of ESI, EPF & inclusive of GST. 

 

     Thanking you, 

 

Name of the Contractor : 

Aadhaar Card No.  : 

PAN No.    : 

Bank A/c. No.   : 

Name of the Bank & Branch: 

IFSC Code of the Bank : 

GST No.   : 

 

 

 

 

 

 

 

 

Signature of the Contractor 

(with Seal) 

 

dampers of thickness not less 
than 1.5mm in ducting as per 
the detailed specifications given 
in the tender document. 
 

17 Supply and erection of canvass 
cloth for flexible jointing as per 
the specifications given in the 
tender document. 

10 Sqmt    

18 Dismantling and shifting of the 
existing and old 50,000 CMH 
Modular Type Air Washer 
System complete with all 
accessories. 

1 No.    

Total in Figures:  


